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, ~ Air Pollution Control Program 

PART 70 

PERMIT TO OPERATE 


Under.the authority ofRSMo 643 and the Federal Clean Air Act the applicant is authorized to operate the air 
contaminant source(s) described below, in accordance with the laws, rules, and conditions set forth herein. 

Operating Permit Number: OP2010-029 
Expiration Date: MAR 232015 

Installation ID: 101-0051 
Project Number: 2002-07-145 

Installation Name and Address 
AECI - Holden 
100 SW Route 131 
Holden, MO 64040-08448 
Johnson County 

Parent Company's Name and Address 
Associated Electric,Coopet:ative, Inc. 
2814 S. Golden, P.O. Box 754 
Springfield, MO 65801-0754 

Installation Description: . 

The Holden Power Plant is a peaking power generating station located in Holden, Missouri. 

The installation consists of three (3) 121-Megawatt (MW) simple-cycle dual fuel combustion 

turbines, a 1.5 million-gallon fuel oil storage tank, a 3.0 MMBtu/hr fuel oil heater, and a 

15 MMBtuIhr fuel gas heater. 


MAR 242010 

Effective Date or Designee 
epaJ;tmentof Natural Resources 
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I. Installation Description and Equipment Listing 
 
INSTALLATION DESCRIPTION 
The Holden Power Plant is a peaking power generating station located in Holden, Missouri.  The 
installation consists of three (3) 121-Megawatt (MW) simple-cycle dual fuel combustion turbines, a       
1.5 million-gallon fuel oil storage tank, a 3.0 MMBtu/hr fuel oil heater and a 15 MMBtu/hr fuel gas 
heater. 
 

Reported Air Pollutant Emissions, tons per year 

Year 
Particulate Matter 

< Ten Microns 
(PM10) 

Sulfur 
Oxides  
(SOx) 

Nitrogen 
Oxides 
(NOx) 

Volatile Organic 
Compounds 

(VOC) 

Carbon 
Monoxide 

(CO) 

Hazardous Air 
Pollutants 

(HAPs) 
2008 1.72 1.64 13.39 1.16 0.57 0.02 
2007 1.10 0.78 8.28 1.00 0.04 0.01 
2006 1.21 0.53 9.25 1.12 0.04 0.01 
2005 0.68 0.56 4.80 0.64 0.02 0.007 
2004 0.10 0.09 0.85 0.34 0.02 - 
 
EMISSION UNITS WITH LIMITATIONS 
The following list provides a description of the equipment at this installation that emits air pollutants and 
that are identified as having unit-specific emission limitations. 
 
Emission Unit # Description of Emission Unit         
EU0010 Combustion Turbine Unit 1 (EP01) 
EU0020 Combustion Turbine Unit 2 (EP02) 
EU0030 Combustion Turbine Unit 3 (EP03) 
EU0050 Fuel Oil Heater (EP05) 
EU0070 Emergency Diesel Fire Water Pump (EP07) 
 
 
EMISSION UNITS WITHOUT LIMITATIONS 
The following list provides a description of the equipment that does not have unit specific limitations at 
the time of permit issuance. 
 
Description of Emission Source              
15 MMBtu/hr Fuel Gas Heater (EP06) 
Hydrochloric Acid Containers (5) (IA01) 
50-Gallon Bisulfite Container (1) (IA02) 
50-Gallon Sodium Hydroxide Containers (2) (IA03) 
50-Gallon Anti-Scalant Container (1) (IA04) 
1,000-Gallon Propane Storage Tanks (3) (IA05) 
100-LB Miscellaneous Calibration-Gas Cylinders (15-20) (IA06) 
55-Gallon Drums Nalco Water Treatment Chemical (2) (IA07) 
40-50 Gallon Container – Chlorinating System For Drinking Water (1) (IA08) 
250-Gallon Fuel Oil Day Tank For Diesel Generator (1) (IA09) 
1.5 Million Gallon Number 2 Fuel Oil Storage Tank (EP04) 
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DOCUMENTS INCORPORATED BY REFERENCE 
These documents have been incorporated by reference into this permit. 
 
Acid Rain Operating Permit Number:  OP2007-076, Issued December 20, 2007 
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II. Plant Wide Emission Limitations 
 
The installation shall comply with each of the following emission limitations. Consult the appropriate 
sections in the Code of Federal Regulations (CFR) and Code of State Regulations (CSR) for the full text 
of the applicable requirements. All citations, unless otherwise noted, are to the regulations in effect as of 
the date that this permit is issued. 
 
None. 
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III. Emission Unit Specific Emission Limitations 
 
The installation shall comply with each of the following emission limitations. Consult the appropriate 
sections in the Code of Federal Regulations (CFR) and Code of State Regulations (CSR) for the full text 
of the applicable requirements. All citations, unless otherwise noted, are to the regulations in effect as of 
the date that this permit is issued. 
 

EU0010 – Combustion Turbine Unit #1 
Emission 

Unit 
Description Manufacturer/Model # 

2007 EIQ 
Reference # 

EU0010 
Simple-Cycle Gas Turbine Unit; 121 
Megawatt (MW) @ ISO Unit; Primary Fuel 
– Natural Gas (1406 MMBtu/hr) 

Siemens/V84.2 
Turbine Serial #800444 

Generator Serial #12006190 
EP01 

 
EU0020 – Combustion Turbine Unit #2 

Emission 
Unit 

Description Manufacturer/Model # 
2007 EIQ 

Reference # 

EU0020 
Simple-Cycle Gas Turbine Unit; 121 
Megawatt (MW) @ ISO Unit; Primary Fuel 
– Natural Gas (1406 MMBtu/hr) 

Siemens/V84.2 
Turbine Serial #800445 

Generator Serial #12006191 
EP02 

 
EU0030 – Combustion Turbine Unit #3 

Emission 
Unit 

Description Manufacturer/Model # 
2007 EIQ 

Reference # 

EU0030 
Simple-Cycle Gas Turbine Unit; 121 
Megawatt (MW) @ ISO Unit; Primary Fuel 
– Natural Gas (1406 MMBtu/hr) 

Siemens/V84.2 
Turbine Serial #800446 

Generator Serial #12006192 
EP03 

 
PERMIT CONDITION (EU0010, EU0020, EU0030)-001 

10 CSR 10-6.060 Construction Permits Required 
Construction Permit No. 022001-014A, Issued September 18, 2003 

 
Operational Limitations: 
1) No fuels other than natural gas and/or low sulfur fuel oil shall be combusted in the proposed simple-

cycle turbine generators at this installation. Sulfur content in the fuel oil shall not exceed 0.05% by 
weight. [Condition 1] 

2) Holden Power Plant shall limit the total hours of operation of this installation to less than                
4,000 hours in any consecutive 12-month rolling average. [Condition 2] 

3) Holden Power Plant shall limit the total hours of operation when burning natural gas of each of the 
Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to less than                
2,000 hours in any consecutive 12-month rolling average. [Condition 3] 

4) Holden Power Plant shall limit the total hours of operation when burning low sulfur fuel oil of each 
of the Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to less than 
500 hours in any consecutive 12-month rolling average. [Condition 4] 
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5) Holden Power Plant shall not operate any turbine at loads less than 60% unless the turbine is in 
startup or shutdown mode.  For the purposes of permit 022001-014, startup and shutdown modes are 
defined as those periods of time that a turbine is operating at less than 60% load. [Condition 26] 

 
Monitoring/Recordkeeping: 
1) Holden Power Plant shall keep monthly records that are adequate to determine compliance with 

Operational Limitation No. 2 (total installation hours of operation).  Attachment A, Installation 
Hours Compliance Worksheet, or an equivalent form of the company’s own design, is suitable for 
this purpose.  The most recent 60 months of records shall be maintained on-site and shall be made 
immediately available to Missouri Departmentof Natural Resources’ personnel upon request. 
[Condition 10] 

2) Holden Power Plant shall keep monthly records that are adequate to determine compliance with 
Operational Limitation No. 3 (individual turbine hours of operation when burning natural gas).  
Attachment B, Generator Hours Compliance Worksheet – Natural Gas, or an equivalent form of the 
company’s own design, is suitable for this purpose.  The most recent 60-months of records shall be 
maintained on-site and shall be made immediately available to Missouri Departmentof Natural 
Resources’ personnel upon request. [Condition 11] 

3) Holden Power Plant shall keep monthly records that are adequate to determine compliance with 
Operation Limitation No. 4 (individual turbine hours of operation when burning low sulfur fuel oil).  
Attachment C, Generator Hours Compliance Worksheet – Fuel Oil, or an equivalent form of the 
company’s own design, is suitable for this purpose.  The most recent 60-months of records shall be 
maintained on-site and shall be made immediately available to Missouri Departmentof Natural 
Resources’ personnel upon request. [Condition 12] 

4) Holden Power Plant shall maintain records during periods of startup and shutdown that include the 
amount of time required for each cycle and time that the turbines are operated at less than 60% load. 
[Condition 27] 

 
Reporting: 
1) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,      

P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of each month if 
the 12-month cumulative total records show that the source exceeded the limitation of Operational 
Limitation No. 2 (4,000-hours of operation). [Condition 21] 

2) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,      
P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of each month if 
the 12-month cumulative total records show that the source exceeded the limitation of Operational 
Limitation No. 3 (2,000-hours of operation per turbine when burning natural gas). [Condition 22] 

3) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,         
P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of the each month 
if the 12-month cumulative total records show that the source exceeded the limitation of Operational 
Limitation No. 4 (500-hours of operation per turbine when burning low sulfur fuel oil.              
[Condition 23] 

4) The permittee shall report any deviations from the operational limitations, 
monitoring/recordkeeping, and reporting requirements of this permit condition in the semi-annual 
monitoring report and compliance certification required by Section V of this permit. 
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PERMIT CONDITION (EU0010, EU0020, EU0030)-002 
10 CSR 10-6.060 Construction Permits Required 

Construction Permit No. 022001-014A, Issued September 18, 2003 
 
Emission Limitations: 
1) Except during periods of startup and shutdown, Holden Power Plant shall limit NOX emissions from 

each of the Siemens model V84.2 simple-cycle turbine generators (EP-1 through EP-3) to 15 parts 
per million by volume (ppmvd) corrected to 15 percent oxygen on a dry basis and expressed as a 
three (3) hour average when burning natural gas. [Condition 5.A.] 

2) Except during period of startup and shutdown, Holden Power Plant shall limit NOX emissions from 
each of the Siemens model V84.2 simple-cycle turbine generators (EP-1 through EP-3) to 42 ppmvd 
corrected to 15% oxygen on a dry basis and expressed as a three (3) hour average when burning low 
sulfur fuel oil. [Condition 5.B.] 

 
Monitoring/Recordkeeping: 
1) Holden Power Plant shall install, calibrate, maintain, and operate continuous monitoring systems and 

record the output of the systems, for measuring NOX emissions discharged into the atmosphere.  
These systems shall be placed in an appropriate location on each turbine’s flue gas exhaust such that 
accurate readings are possible. [Condition 19] 

2) The CEMS required by Special Condition 19 of Construction permit 022001-014 shall be installed 
and operated according to the guidelines in 40 CFR Part 75 for the NOX and diluents CEMS 
requirements. [Condition 20]   

 
Reporting: 
1) The permittee shall report any deviations from the emission limitations, monitoring/recordkeeping, 

and reporting requirements of this permit condition in the semi-annual monitoring report and 
compliance certification required by Section V of this permit. 

2) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,           
P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of each month, if 
the emission limits of this permit condition are exceeded. 

 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-003 
10 CSR 10-6.070 New Source Performance Standards 

40 CFR Part 60 Subpart GG Standards of Performance for Stationary Gas Turbines – NOX 
 
Emission Limitation: 
Standard for Nitrogen Oxides: 
NOTE:  These combustion turbines (EU0010, EU0020, and EU0030) are subject to the requirements of 
§60.333(a)(1) of 40 CFR Part 60 Subpart GG.  Since the NOX emission standards of Subpart GG              
(88 ppmv when burning natural gas and 96 ppmv when burning fuel oil) at 15% O2 on a dry basis as 
determined by §60.332(a)(1)) are less stringent than the NOX emission limits of Construction Permit No. 
022001-014A (Permit Condition (EU0010, EU0020, EU0030) – 002, the NSPS §60.332(a)(1) standards 
are not listed as permit conditions to these units.  Compliance with the NOX BACT limits will assure 
compliance with the §60.332(a)(1) standards. 
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Monitoring:  
For any turbine that commenced construction, reconstruction or modification after October 3, 1977, but 
before July 8, 2004, and which does not use steam or water injection to control NOX emissions, the 
owner or operator may, but is not required to, for purposes of determining excess emissions, use a 
CEMS that meets the requirements of paragraph (b) of this section.  Also, if the owner or operator has 
previously submitted and received EPA, State, or local permitting authority approval of a procedure for 
monitoring compliance with the applicable NOX emission limit under §60.332, that approved procedure 
may continue to be used . [40 CFR 60.334(c)] 
 
Reporting: 
1) For each affected unit that elects to continuously monitor parameters or emissions, or to periodically 

determine the fuel sulfur content or fuel nitrogen content under subpart GG, the owner or operator 
shall submit reports of excess emissions and monitor downtime, in accordance with §60.7(c).  
Excess emissions shall be reported for all periods of unit operation, including startup, shutdown and 
malfunction.  For the purpose of reports required under §60.7(c), periods of excess emissions and 
monitor downtime that shall be reported are defined as follows: [§60.334(j)] 
a) Nitrogen Oxides.   An hour of excess emissions shall be any unit operating hour in which the     

4-hour rolling average NOX concentration exceeds the applicable emission limit in §60.332(a)(1) 
or (2). [40 CFR 60.334(j)(ii)(A)] 

b) Ice fog.  Each period during which an exemption provided in §60.332(f) is in effect shall be 
reported in writing to the Administrator quarterly.  For each period the ambient conditions 
existing during the period, the date and time the air pollution control system was deactivated, and 
the date and time the air pollution control system was reactivated shall be reported.  All quarterly 
reports shall be postmarked by the 30th day following the end of each calendar quarter.  [40 CFR 
60.335(j)(3)] 

c) Emergency fuel.  Each period during which an exemption provided in §60.332(k) is in effect 
shall be included in the report required in §60.7(c).  For each period, the type, reasons, and 
duration of the firing of the emergency fuel shall be reported.  [40 CFR 60.335(j)(4)] 

d) All reports required under §60.7(c) shall be postmarked by the 30th day following the end of each 
6-month period. 

2) The permittee shall report any deviations from the emission limitation, monitoring, and reporting 
requirements of this permit condition in the semi-annual monitoring report and compliance 
certification required by Section V of this permit. 

 
PERMIT CONDITION (EU0010, EU0020, EU0030)-004 

10 CSR 10-6.060 Construction Permits Required 
Construction Permit No. 022001-014A, Issued September 18, 2003 

 
Emission Limitations: 
Holden Power Plant shall not discharge into the atmosphere from this installation SOx in excess of sixty 
(60) tons in any consecutive 12-month rolling average. [Condition 8] 
 
Monitoring/Recordkeeping: 
1) Sulfur dioxide (SO2) emissions from this operation shall be calculated based on fuel sulfur analysis 

and fuel flow. [Condition 8] 
2) The sulfur content of the natural gas will initially be determined prior to completion of the 

compliance stack tests, and once per year, thereafter. [Condition 8] 
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3) The sulfur content of the fuel oil will be determined from the first delivery made in the unit and 
annually, for years in which fuel oil is delivered to the site, thereafter. [Condition 8] 

4) Holden Power Plant shall keep monthly records that are adequate to determine the SOx emissions 
from this installation.  These records shall also indicate the total quantity of SOx emissions from the 
installation over the previous 12-month period.  Attachment D, SOx Compliance Worksheet, or an 
equivalent form of the company’s own design, is suitable for this purpose.  The most recent 60-
months of records shall be maintained on-site and shall be made immediately available to Missouri 
Departmentof Natural Resources’ personnel upon request. [Condition 14] 

 
Reporting Requirements: 
1) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,       

P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of each month, if 
the 12-month cumulative total records show that the source exceeded the limitation of 60 tons of 
SOx. [Condition 25] 

2) The permittee shall report any deviations from the emission limitations, monitoring/recordkeeping, 
and reporting requirements of this permit condition in the semi-annual monitoring report and 
compliance certification required by Section V of this permit. 

 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-005 
10 CSR 10-6.070 New Source Performance Standards 

40 CFR Part 60 Subpart GG Standards of Performance for Stationary Gas Turbines – SOX 
 
Emission Limitations: 
The permittee shall comply with one or the other of the following conditions: 
1) No owner or operator shall cause to be discharged into the atmosphere from any stationary gas 

turbine any gases which contain sulfur dioxide in excess of 0.015 percent (%) by volume at            
15 percent (%) oxygen and on a dry basis. [40 CFR §60.333(a)]. 

2) No owner or operator shall burn in any stationary gas turbine any fuel which contains sulfur in 
excess of 0.8 percent (%) by weight. [40 CFR §60.333(b)].  

 
Monitoring: 
1) The owner or operator shall determine compliance with the sulfur content standard in 40 CFR 

60.333(b) as follows: [40 CFR 60.334(h)], and as necessary 
a) Monitor the total sulfur content of the fuel being fired in the turbine, except as provided in 40 

CFR 60.334(h)(3). The sulfur content of the fuel must be determined using total sulfur methods 
described in §60.335(b)(10). Alternatively, if the total sulfur content of the gaseous fuel during 
the most recent performance test was less than 0.4 weight percent (4000 ppmw), ASTM D4084–
82, 94, D5504–01, D6228–98, or Gas Processors Association Standard 2377–86 (all of which are 
incorporated by reference-see §60.17), which measure the major sulfur compounds may be used; 
and [40 CFR 60.334(h)(1)] 

b) Notwithstanding the provisions 40 CFR 60.334(h)(1), the owner or operator may elect not to 
monitor the total sulfur content of the gaseous fuel combusted in the turbine, if the gaseous fuel 
is demonstrated to meet the definition of natural gas in §60.331(u), regardless of whether an 
existing custom schedule approved by the administrator for subpart GG requires such 
monitoring. The owner or operator shall use one of the following sources of information to make 
the required demonstration: [40 CFR 60.334(h)(3)] 
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i) The gas quality characteristics in a current, valid purchase contract, tariff sheet or 
transportation contract for the gaseous fuel, specifying that the maximum total sulfur content 
of the fuel is 20.0 grains/100 scf or less; or [40 CFR 60.334(h)(3)(i)] 

ii) Representative fuel sampling data which show that the sulfur content of the gaseous fuel does 
not exceed 20 grains/100 scf. At a minimum, the amount of fuel sampling data specified in 
Section 2.3.1.4 or 2.3.2.4 of appendix D to part 75 is required. [40 CFR 60.334(h)(3)(ii)] 

2) The frequency of determining the sulfur and nitrogen content of the fuel shall be as follows: 
a) Fuel oil. For fuel oil, use one of the total sulfur sampling options and the associated sampling 

frequency described in Sections 2.2.3, 2.2.4.1, 2.2.4.2, and 2.2.4.3 of appendix D to part 75 of 
this chapter (i.e. flow proportional sampling, daily sampling, sampling from the unit's storage 
tank after each addition of fuel to the tank, or sampling each delivery prior to combining it with 
fuel oil already in the intended storage tank). [40 CFR 60.334(i)(1)] 

b) Gaseous fuel. For owners and operators that elect not to demonstrate sulfur content using options 
in 40 CFR 60.334(h)(3), and for which the fuel is supplied without intermediate bulk storage, the 
sulfur content value of the gaseous fuel shall be determined and recorded once per unit operating 
day. [40 CFR 60.334(i)(2)] 

c) Custom schedules. Notwithstanding the requirements of 40 CFR 60.334(i)(2), operators or fuel 
vendors may develop custom schedules for determination of the total sulfur content of gaseous 
fuels, based on the design and operation of the affected facility and the characteristics of the fuel 
supply. Except as provided in 40 CFR 60.334(i)(3)(i), custom schedules shall be substantiated 
with data and shall be approved by the Administrator before they can be used to comply with the 
standard in §60.333. [40 CFR 60.334(i)(3)] 

3) The two custom sulfur monitoring schedules set forth in paragraphs (i)(3)(i)(A) through (D) and in 
paragraph (i)(3)(ii) of 40 CFR 60.334(i) are acceptable, without prior Administrative approval. [40 
CFR 60.334(i)(3)(i)] 

 
Reporting: 
1) For the purposes of reports under §60.7(c) where applicable, periods of excess emissions that shall 

be reported are defined as follows: [§60.334(j)] 
a) Sulfur dioxide. If the owner or operator is required to monitor the sulfur content of the fuel under 

40 CFR 60.334(h): 
i) For samples of gaseous fuel and for oil samples obtained using daily sampling, flow 

proportional sampling, or sampling from the unit's storage tank, an excess emission occurs 
each unit operating hour included in the period beginning on the date and hour of any sample 
for which the sulfur content of the fuel being fired in the gas turbine exceeds 0.8 weight 
percent and ending on the date and hour that a subsequent sample is taken that demonstrates 
compliance with the sulfur limit. [40 CFR 60.334(j)(2)(i)] 

ii) If the option to sample each delivery of fuel oil has been selected, the owner or operator shall 
immediately switch to one of the other oil sampling options ( i.e. , daily sampling, flow 
proportional sampling, or sampling from the unit's storage tank) if the sulfur content of a 
delivery exceeds 0.8 weight percent. The owner or operator shall continue to use one of the 
other sampling options until all of the oil from the delivery has been combusted, and shall 
evaluate excess emissions according to 40 CFR 60.334(j)(2)(i). When all of the fuel from the 
delivery has been burned, the owner or operator may resume using the as-delivered sampling 
option. [40 CFR 60.334(j)(2)(ii)] 

iii) A period of monitor downtime begins when a required sample is not taken by its due date. A 
period of monitor downtime also begins on the date and hour of a required sample, if invalid 
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results are obtained. The period of monitor downtime shall include only unit operating hours, 
and ends on the date and hour of the next valid sample. [40 CFR 60.334(j)(2)(iii)] 

b) Emergency fuel. Each period during which an exemption provided in §60.332(k) is in effect shall 
be included in the report required in §60.7(c). For each period, the type, reasons, and duration of 
the firing of the emergency fuel shall be reported. [40 CFR 60.334(j)(4)] 

2) The permittee shall report any deviations from the emission limitations, monitoring, and reporting 
requirements of this permit condition in the semi-annual monitoring report and compliance 
certification required by Section V of this permit. 

 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-006 
10 CSR 10-6.060 Construction Permits Required 

Construction Permit No. 022001-014A, Issued September 18, 2003 
 
Emission Limitations: 
1) Except during periods of startup and shutdown, Holden Power Plant shall limit CO emissions from 

each of the Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to     
35 ppmvd corrected to 15% oxygen on a dry basis and expressed as a three (3) hour average when 
burning natural gas. [Condition 6.A.] 

2) Except during periods of startup and shutdown, Holden Power Plant shall limit CO emissions from 
each of the Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to     
35 ppmvd corrected to 15% oxygen on a dry basis and expressed as a three (3) hour average when 
burning low sulfur fuel oil. [Condition 6.B.] 

 
Recordkeeping: 
Maintain records of the performance tests required by Construction Permit 022001-014. 
 
Reporting: 
The permittee shall report any deviations from the emission limitations, recordkeeping, and reporting 
requirements of this permit condition in the semi-annual monitoring report and compliance certification 
required by Section V of this permit. 
 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-007 
10 CSR 10-6.060 Construction Permits Required 

Construction Permit No. 022001-014A, Issued September 18, 2003 
 
Emission Limitations: 
1) Except during periods of startup and shutdown, Holden Power Plant shall limit PM10 emissions from 

each of the Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to 
0.023 pounds per million Btu (lb/MMBtu) of heat input when burning natural gas. [Condition 7.A.] 

2) Except during periods of startup and shutdown, Holden Power Plant shall limit PM10 emissions from 
each of the Siemens model V84.2 simple-cycle turbine generators (EU0010 through EU0030) to 
0.034 lb/MMBtu of heat input when burning low sulfur fuel oil. [Condition 7.B.] 

 
Recordkeeping: 
Maintain records of the performance tests required by Construction Permit 022001-014. 
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Reporting: 
The permittee shall report any deviations from the emission limitations, recordkeeping, and reporting 
requirements of this permit condition in the semi-annual monitoring report and compliance certification 
required by Section V of this permit. 
 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-008 
10 CSR 10-6.060 Construction Permits Required 

Construction Permit No. 022001-014 – Formaldehyde Emission Limit 
 
Emission Limitation: 
Holden Power Plant shall not discharge into the atmosphere from this installation formaldehyde in 
excess of ten (10) tons in any consecutive 12-month rolling average. [Condition 9] 
 
Monitoring/Recordkeeping: 
Holden Power Plant shall keep monthly records that are adequate to determine the formaldehyde 
emissions from this installation.  These records shall also indicate the total quantity of formaldehyde 
emissions from the installation over the previous 12-month period.  Attachment E, Formaldehyde 
Compliance Worksheet, or an equivalent form of the company’s own design, is suitable for this purpose.  
The most recent 60-month of records shall be maintained on-site and shall be made immediately 
available to Missouri Departmentof Natural Resources’ personnel upon request. [Condition 13] 
 
Reporting: 
1) Holden Power Plant shall report to the Air Pollution Control Program’s Enforcement Section,      

P.O. Box 176, Jefferson City, MO 65102, no later than ten (10) days after the end of each month, if 
the 12-month cumulative total records show that the source exceeded the limitation of 10 tons of 
formaldehyde. [Condition 24] 

2) Should the emission testing for formaldehyde required above indicate that the formaldehyde 
emissions from this installation will exceed the ten (10) ton per year emission limitation, Holden 
Power Plant must submit an application to control HAP emissions according to 10 CSR 10-6.060(9). 
[Condition 28] 

3) The permittee shall report any deviations from the emission limitation, monitoring/recordkeeping, 
and reporting requirements of this permit condition in the semi-annual monitoring report and 
compliance certification required by Section V of this permit. 

 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-009 
10 CSR 10-6.270 Acid Rain Source Permits Required 

 40 CFR Part 72, 73, and 75 through 78 
 
Emission Limitation: 
1) The permittee shall obtain an Acid Rain Source Permit for the combustion units (Turbine 1 EU0010, 

Turbine 2 EU0020, and Turbine 3 EU0030) pursuant to Title IV of the Clean Air Act. 
a) An acid rain permit 0P2007-076 (Missouri Departmentof Natural Resources project number 

2006-04-059) was issued to this facility on December 20, 2007. Attachment F contains a copy of 
this permit. The permit expires on December 31, 2011. The permittee shall submit a renewal 
application no later June 30, 2011. 
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Monitoring/Recordkeeping: 
1) The permittee shall retain the most current acid rain permit issued to this installation on-site. 
2) The permittee shall immediately make the effective acid rain permit available to any Missouri 

Departmentof Natural Resources' personnel upon request. 
 
Reporting: 
1) Annual Compliance Certification. 
2) The permittee shall report any deviations from the emission limitation, monitoring/recordkeeping, 

and reporting requirements of this permit condition in the semi-annual monitoring report and annual 
compliance certification required by Section V of this permit. 

 
 

PERMIT CONDITION (EU0010, EU0020, EU0030)-010 
10 CSR 10-6.362 Clean Air Interstate Rule Annual NOx Trading Program 

10 CSR 10-6.364 Clean Air Interstate Rule Seasonal NOx Trading Program 
10 CSR 10-6.366 Clean Air Interstate Rule SOx Trading Program 

 
Emission Limitation: 
1) The permittee shall obtain a CAIR Permit for the combustion units (Turbine 1 EU0010, Turbine 2 

EU0020, and Turbine 3 EU0030) pursuant to Title IV of the Clean Air Act. 
a) This facility submitted a CAIR application to the Missouri Departmentof Natural Resources on 

July 5, 2007. Attachment G contains a copy of this permit. The permit has been incorporated into 
this operating permit and is, therefore, effective as long as this Part 70 operating permit is 
effective. The permittee shall submit a renewal CAIR application at the same time as they submit 
a renewal Part 70 operating permit application. 

 
Monitoring/Recordkeeping: 
1) The permittee shall retain the CAIR permit issued to this installation onsite. 
2) The permittee shall immediately make the CAIR permit available to any Missouri Departmentof 

Natural Resources' personnel upon request. 
 
Reporting: 
1) Annual Compliance Certification. 
2) The permittee shall report any deviations from the emission limitation, monitoring/recordkeeping, 

and reporting requirements of this permit condition in the semi-annual monitoring report and annual 
compliance certification required by Section V of this permit. 
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EU0050 – FUEL OIL HEATER 
Emission Unit Description 

EU0050 3.0 MMBtu/hr Fuel Oil Heater (EP05) 
 

PERMIT CONDITION EU0050-001 
10 CSR 10-6.260 Restriction of Emission of Sulfur Compounds 

 
Emission Limitation: 
1) No person shall cause or allow emissions of sulfur dioxide into the atmosphere from any indirect 

heating source in excess of 8 pounds of sulfur dioxide per million BTUs actual heat input averaged 
on any consecutive three hour time period. 

2) No person shall cause or permit the emission of sulfur compounds from any source which causes or 
contributes to concentrations exceeding those specified in 10 CSR 10-6.010 Ambient Air Quality 
Standards.  

 
Pollutant Concentration by Volume Remarks 

0.03 parts per million (ppm) 
(80 micrograms per cubic meter (µg/m3)) 

Annual arithmetic mean 

0.14 ppm (365 µg/m3) 
24-hour average not to be exceeded more 
than once per year 

Sulfur Dioxide (SO2) 

0.5 ppm (1300 µg/m3) 
3-hour average not to be exceeded more 
than once per year 

0.05 ppm (70 µg/m3) 
½-hour average not to be exceeded over 2 
times per year 

Hydrogen Sulfide (H2S) 
0.03 ppm (42 µg/m3) 

½-hour average not to be exceeded over 2 
times in any 5 consecutive days 

Sulfuric Acid (H2SO4) 10 µg/m3 
24-hour average not to be exceeded more 
than once in any 90 consecutive days 

 
Operational Limitation/Equipment Specification: 
The emission unit shall be limited to burning number 2 fuel oil. 
 
Monitoring/Recordkeeping: 
1) The permittee shall maintain an accurate record of the sulfur content of fuel used.  Fuel purchase 

receipts, analyzed samples or certifications that verity the fuel type and sulfur content will be 
acceptable. 

2) These records shall be made available immediately for inspection to the Departmentof Natural 
Resources' personnel upon request. 

3) All records shall be maintained for five years. 
 
Reporting: 
The permittee shall report any deviations from the emission limitation, operational limitation/equipment 
specification, monitoring/recordkeeping, and reporting requirements of this permit condition in the 
semi-annual monitoring report and annual compliance certification required by Section V of this permit. 
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EU0070 – Diesel Fire Pump Engine 
Emission Unit Description 

EU0070 Diesel Fire Pump Engine 
 

PERMIT CONDITION EU0070-001 
10 CSR 10-6.061 Construction Permit Exemptions 

 
Operational Limitations: 
The permittee shall limit the use of this emergency engine to five hundred (500) hours in any 
consecutive 12-months. 
 
Recordkeeping: 
The permittee shall maintain a log tracking the usage of the emergency engine. The log shall include: 
1) Date of usage. 
2) Activity (i.e. Emergency, Maintenance, or Performance Testing). 
3) Usage (in Hours). 
 
Reporting: 
1) The permittee shall report to the Air Pollution Control Program’s Enforcement Section,               

P.O. Box 176, Jefferson City, MO 65101, no later than fifteen (15) days after any exceedance of any 
of the terms imposed by this regulation, or any malfunction which could possibly cause an 
exceedance of this regulation. 

2) The permittee shall report any deviations from the operational limitations, recordkeeping, and 
reporting requirements of this permit condition in the semi-annual monitoring report and compliance 
certification required by Section V of this permit. 
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 IV. Core Permit Requirements 
 
The installation shall comply with each of the following regulations or codes. Consult the appropriate 
sections in the Code of Federal Regulations (CFR) and Code of State Regulations (CSR) for the full text 
of the applicable requirements. All citations, unless otherwise noted, are to the regulations in effect as of 
the date that this permit is issued.  The following is only an excerpt from the regulation or code, and is 
provided for summary purposes only. 
 
10 CSR 10-6.045  Open Burning Requirements 

(1) General Provisions.  The open burning of tires, petroleum-based products, asbestos containing 
materials, and trade waste is prohibited, except as allowed below. Nothing in this rule may be 
construed as to allow open burning which causes or constitutes a public health hazard, nuisance, a 
hazard to vehicular or air traffic, nor which violates any other rule or statute. 

(2) Refer to the regulation for a complete list of allowances.  The following is a listing of exceptions to 
the allowances: 
(A) Burning of household or domestic refuse.  Burning of household or domestic refuse is limited to 

open burning on a residential premises having not more than four dwelling units, provided that 
the refuse originates on the same premises, with the following exceptions:  
1. Kansas City metropolitan area.  The open burning of household refuse must take place in an 

area zoned for agricultural purposes and outside that portion of the metropolitan area 
surrounded by the corporate limits of Kansas City and every contiguous municipality;  

2. Springfield-Greene County area.  The open burning of household refuse must take place 
outside the corporate limits of Springfield and only within areas zoned A-1, Agricultural 
District;  

3. St. Joseph area.  The open burning of household refuse must take place within an area zoned 
for agricultural purposes and outside that portion of the metropolitan area surrounded by the 
corporate limits of St. Joseph; and  

4. St. Louis metropolitan area.  The open burning of household refuse is prohibited; 
(B) Yard waste, with the following exceptions: 

1. Kansas City metropolitan area. The open burning of trees, tree leaves, brush or any other type 
of vegetation shall require an open burning permit; 

2. Springfield-Greene County area. The City of Springfield requires an open burning permit for 
the open burning of trees, brush or any other type of vegetation. The City of Springfield 
prohibits the open burning of tree leaves; 

3. St. Joseph area. Within the corporate limits of St. Joseph, the open burning of trees, tree 
leaves, brush or any other type of vegetation grown on a residential property is allowed 
during the following calendar periods and time-of-day restrictions: 
A. A three (3)-week period within the period commencing the first day of March through 

April 30 and continuing for twenty-one (21) consecutive calendar days; 
B. A three (3)-week period within the period commencing the first day of October through 

November 30 and continuing for twenty-one (21) consecutive calendar days; 
C. The burning shall take place only between the daytime hours of 10:00 a.m. and 3:30 p.m.; 

and 
D. In each instance, the twenty-one (21)-day burning period shall be determined by the 

Director of Public Health and Welfare of the City of St. Joseph for the region in which 
the City of St. Joseph is located provided, however, the burning period first shall receive 
the approval of the DepartmentDirector; and 
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4. St. Louis metropolitan area. The open burning of trees, tree leaves, brush or any other type of 
vegetation is limited to the period beginning September 16 and ending April 14 of each 
calendar year and limited to a total base area not to exceed sixteen (16) square feet. Any open 
burning shall be conducted only between the hours of 10:00 a.m. and 4:00 p.m. and is limited 
to areas outside of incorporated municipalities;  

(3) Certain types of materials may be open burned provided an open burning permit is obtained from the 
Director.  The permit will specify the conditions and provisions of all open burning.  The permit may 
be revoked if the owner or operator fails to comply with the conditions or any provisions of the 
permit. 

(4) AECI - Holden may be issued an annually renewable open burning permit for open burning provided 
that an air curtain destructor or incinerator is utilized and only tree trunks, tree limbs, vegetation or 
untreated wood waste are burned.  Open burning shall occur at least two hundred (200) yards from 
the nearest occupied structure unless the owner or operator of the occupied structure provides a 
written waiver of this requirement.  Any waiver shall accompany the open burning permit 
application.  The permit may be revoked if AECI - Holden fails to comply with the provisions or any 
condition of the open burning permit. 
(A) In a nonattainment area, as defined in 10 CSR 10-6.020, paragraph (2)(N)5., the Director shall 

not issue a permit under this section unless the owner or operator can demonstrate to the 
satisfaction of the Director that the emissions from the open burning of the specified material 
would be less than the emissions from any other waste management or disposal method. 

(5) Reporting and Record Keeping.  New Source Performance Standard (NSPS) 40 CFR Part 60 
Subpart CCCC establishes certain requirements for air curtain destructors or incinerators that burn 
wood trade waste.  These requirements are established in 40 CFR 60.2245-60.2260. The provisions 
of 40 CFR Part 60 Subpart CCCC promulgated as of September 22, 2005 shall apply and are hereby 
incorporated by reference in this rule, as published by the U.S. Government Printing Office, 732 N 
Capitol Street NW, Washington, DC 20401.  To comply with NSPS 40 CFR 60.2245-60.2260, 
sources must conduct an annual Method 9 test.  A copy of the annual Method 9 test results shall be 
submitted to the Director. 

(6) Test Methods.  The visible emissions from air pollution sources shall be evaluated as specified by 
40 CFR Part 60, Appendix A–Test Methods, Method 9–Visual Determination of the Opacity of 
Emissions from Stationary Sources.  The provisions of 40 CFR Part 60, Appendix A, Method 9 
promulgated as of December 23, 1971 is incorporated by reference in this rule, as published by the 
U.S. Government Printing Office, 732 N Capitol Street NW, Washington, DC 20401.  

 
10 CSR 10-6.050  Start-up, Shutdown and Malfunction Conditions 

1) In the event of a malfunction, which results in excess emissions that exceed one hour, the permittee 
shall submit to the Director within two business days, in writing, the following information: 
a) Name and location of installation; 
b) Name and telephone number of person responsible for the installation; 
c) Name of the person who first discovered the malfunction and precise time and date that the 

malfunction was discovered. 
d) Identity of the equipment causing the excess emissions; 
e) Time and duration of the period of excess emissions; 
f) Cause of the excess emissions; 
g) Air pollutants involved; 
h) Best estimate of the magnitude of the excess emissions expressed in the units of the applicable 

requirement and the operating data and calculations used in estimating the magnitude; 
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i) Measures taken to mitigate the extent and duration of the excess emissions; and 
j) Measures taken to remedy the situation that caused the excess emissions and the measures taken 

or planned to prevent the recurrence of these situations. 
2) The permittee shall submit the paragraph 1 information list to the Director in writing at least ten days 

prior to any maintenance, start-up or shutdown, which is expected to cause an excessive release of 
emissions that exceed one hour. If notice of the event cannot be given ten days prior to the planned 
occurrence, it shall be given as soon as practicable prior to the release. If an unplanned excess 
release of emissions exceeding one hour occurs during maintenance, start-up or shutdown, the 
Director shall be notified verbally as soon as practical during normal working hours and no later than 
the close of business of the following working day. A written notice shall follow within ten working 
days. 

3) Upon receipt of a notice of excess emissions issued by an agency holding a certificate of authority 
under Section 643.140, RSMo, the permittee may provide information showing that the excess 
emissions were the consequence of a malfunction, start-up or shutdown. The information, at a 
minimum, should be the paragraph 1 list and shall be submitted not later than 15 days after receipt of 
the notice of excess emissions. Based upon information submitted by the permittee or any other 
pertinent information available, the Director or the commission shall make a determination whether 
the excess emissions constitute a malfunction, start-up or shutdown and whether the nature, extent 
and duration of the excess emissions warrant enforcement action under Section 643.080 or 643.151, 
RSMo. 

4) Nothing in this rule shall be construed to limit the authority of the Director or commission to take 
appropriate action, under Sections 643.080, 643.090 and 643.151, RSMo to enforce the provisions of 
the Air Conservation Law and the corresponding rule. 

5) Compliance with this rule does not automatically absolve the permittee of liability for the excess 
emissions reported. 

 
10 CSR 10-6.060  Construction Permits Required 

The permittee shall not commence construction, modification, or major modification of any installation 
subject to this rule, begin operation after that construction, modification, or major modification, or begin 
operation of any installation which has been shut down longer than five years without first obtaining a 
permit from the permitting authority. 
 
10 CSR 10-6.065  Operating Permits 

The permittee shall file a complete application for renewal of this operating permit at least six months 
before the date of permit expiration. In no event shall this time be greater than eighteen months. [10 
CSR 10-6.065(6)(B)1.A(V)] The permittee shall retain the most current operating permit issued to this 
installation on-site. [10 CSR 10-6.065(6)(C)1.C(II)] The permittee shall immediately make such permit 
available to any Missouri Departmentof Natural Resources personnel upon request. [10 CSR 10-
6.065(6)(C)3.B] 
 
10 CSR 10-6.080  Emission Standards for Hazardous Air Pollutants and 40 CFR Part 61 
Subpart M  National Emission Standard for Asbestos 

1) The permittee shall follow the procedures and requirements of 40 CFR Part 61, Subpart M for any 
activities occurring at this installation which would be subject to provisions for 40 CFR Part 61, 
Subpart M, National Emission Standard for Asbestos. 



Holden Power Plant Part 70 Operating Permit 21 
Installation ID: 101-0051 Project No. 2002-07-145 

 

 

2) The permittee shall conduct monitoring to demonstrate compliance with registration, certification, 
notification, and Abatement Procedures and Practices standards as specified in 40 CFR Part 61, 
Subpart M. 

 
10 CSR 10-6.110  Submission of Emission Data, Emission Fees and Process Information 

1) The permittee shall complete and submit an Emission Inventory Questionnaire (EIQ) annually. 
2) The permittee may be required by the Director to file additional reports. 
3) Public Availability of Emission Data and Process Information.  Any information obtained pursuant 

to the rule(s) of the Missouri Air Conservation Commission that would not be entitled to confidential 
treatment under 10 CSR 10-6.210 shall be made available to any member of the public upon request. 

4) The permittee shall pay an annual emission fee per ton of regulated air pollutant emitted according to 
the schedule in the rule.  This fee is an emission fee assessed under authority of RSMo. 643.079 to 
satisfy the requirements of the Federal Clean Air Act, Title V. 

5) The permittee shall complete required reports on state supplied EIQ forms or in a form satisfactory 
to the Director and the reports shall be submitted to the Director by June 1 after the end of each 
reporting period.   

6) The reporting period shall end on December 31 of each calendar year. Each report shall contain the 
required information for each emission unit for the twelve (12)-month period immediately preceding 
the end of the reporting period.   

7) The permittee shall collect, record and maintain the information necessary to complete the required 
forms during each year of operation of the installation. 

 
10 CSR 10-6.130  Controlling Emissions During Episodes of High Air Pollution Potential 

This rule specifies the conditions that establish an air pollution alert (yellow/orange/red/purple), or 
emergency (maroon) and the associated procedures and emission reduction objectives for dealing with 
each. The permittee shall submit an appropriate emergency plan if required by the Director. 
 
10 CSR 10-6.150  Circumvention 

The permittee shall not cause or permit the installation or use of any device or any other means which, 
without resulting in reduction in the total amount of air contaminant emitted, conceals or dilutes an 
emission or air contaminant which violates a rule of the Missouri Air Conservation Commission. 
 
10 CSR 10-6.170 
Restriction of Particulate Matter to the Ambient Air Beyond the Premises of Origin 

1) The permittee shall not cause or allow to occur any handling, transporting or storing of any material; 
construction, repair, cleaning or demolition of a building or its appurtenances; construction or use of 
a road, driveway or open area; or operation of a commercial or industrial installation without 
applying reasonable measures as may be required to prevent, or in a manner which allows or may 
allow, fugitive particulate matter emissions to go beyond the premises of origin in quantities that the 
particulate matter may be found on surfaces beyond the property line of origin.  The nature or origin 
of the particulate matter shall be determined to a reasonable degree of certainty by a technique 
proven to be accurate and approved by the Director. 

2) The permittee shall not cause nor allow to occur any fugitive particulate matter emissions to remain 
visible in the ambient air beyond the property line of origin. 
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3) Should it be determined that noncompliance has occurred, the Director may require reasonable 
control measures as may be necessary.  These measures may include, but are not limited to, the 
following: 
a) Revision of procedures involving construction, repair, cleaning and demolition of buildings and 

their appurtenances that produce particulate matter emissions; 
b) Paving or frequent cleaning of roads, driveways and parking lots; 
c) Application of dust-free surfaces; 
d) Application of water; and 
e) Planting and maintenance of vegetative ground cover. 

 
10 CSR 10-6.180  Measurement of Emissions of Air Contaminants 

1) The Director may require any person responsible for the source of emission of air contaminants to 
make or have made tests to determine the quantity or nature, or both, of emission of air contaminants 
from the source. The Director may specify testing methods to be used in accordance with good 
professional practice. The Director may observe the testing. All tests shall be performed by qualified 
personnel. 

2) The Director may conduct tests of emissions of air contaminants from any source. Upon request of 
the Director, the person responsible for the source to be tested shall provide necessary ports in stacks 
or ducts and other safe and proper sampling and testing facilities, exclusive of instruments and 
sensing devices as may be necessary for proper determination of the emission of air contaminants. 

3) The Director shall be given a copy of the test results in writing and signed by the person responsible 
for the tests. 

 
10 CSR 10-3.090  Restriction of Emission of Odors 
This requirement is not federally enforceable. 

No person may cause, permit or allow the emission of odorous matter in concentrations and frequencies 
or for durations that odor can be perceived when one volume of odorous air is diluted with seven 
volumes of odor-free air for two separate trials not less than 15 minutes apart within the period of one 
hour.   
 
10 CSR 10-6.220  Restriction of Emission of Visible Air Contaminants 

Emission Limitation: 
No owner or other person shall cause or permit to be discharged into the atmosphere from any source 
any visible emissions in excess of the limits specified by this rule.  This permit will contain the opacity 
limits identified (20 percent) for the specific emission units. 
 
Monitoring/Recordkeeping/Reporting: 
No monitoring, recordkeeping, or reporting is required. Should the Air Pollution Control Program 
receive any complaints with respect to visible emissions from the facility a monitoring, recordkeeping, 
and reporting plan may be devised for the facility. 
 
10 CSR 10-6.250  Asbestos Abatement Projects – Certification, Accreditation, and Business 
Exemption Requirements 

The permittee shall conduct all asbestos abatement projects within the procedures established for 
certification and accreditation by 10 CSR 10-6.250. This rule requires individuals who work in asbestos 
abatement projects to be certified by the Missouri Departmentof Natural Resources Air Pollution 
Control Program. This rule requires training providers who offer training for asbestos abatement 
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occupations to be accredited by the Missouri Departmentof Natural Resources Air Pollution Control 
Program. This rule requires persons who hold exemption status from certain requirements of this rule to 
allow the Departmentto monitor training provided to employees. Each individual who works in asbestos 
abatement projects must first obtain certification for the appropriate occupation from the department. 
Each person who offers training for asbestos abatement occupations must first obtain accreditation from 
the department. Certain business entities that meet the requirements for state-approved exemption status 
must allow the Departmentto monitor training classes provided to employees who perform asbestos 
abatement. 
 
Title VI – 40 CFR Part 82  Protection of Stratospheric Ozone 

1) The permittee shall comply with the standards for labeling of products using ozone-depleting 
substances pursuant to 40 CFR Part 82, Subpart E: 
a) All containers in which a class I or class II substance is stored or transported, all products 

containing a class I substance, and all products directly manufactured with a class I substance 
must bear the required warning statement if it is being introduced into interstate commerce 
pursuant to §82.106. 

b) The placement of the required warning statement must comply with the requirements pursuant to 
§82.108. 

c) The form of the label bearing the required warning statement must comply with the requirements 
pursuant to §82.110. 

d) No person may modify, remove, or interfere with the required warning statement except as 
described in §82.112. 

2) The permittee shall comply with the standards for recycling and emissions reduction pursuant to       
40 CFR Part 82, Subpart F, except as provided for motor vehicle air conditioners (MVACs) in 
Subpart B: 
a) Persons opening appliances for maintenance, service, repair, or disposal must comply with the 

required practices pursuant to §82.156. 
b) Equipment used during the maintenance, service, repair, or disposal of appliances must comply 

with the standards for recycling and recovery equipment pursuant to §82.158. 
c) Persons performing maintenance, service, repair, or disposal of appliances must be certified by 

an approved technician certification program pursuant to §82.161. 
d) Persons disposing of small appliances, MVACs, and MVAC-like appliances must comply with 

record keeping requirements pursuant to §82.166.  ("MVAC-like" appliance as defined at 
§82.152). 

e) Persons owning commercial or industrial process refrigeration equipment must comply with the 
leak repair requirements pursuant to §82.156. 

f) Owners/operators of appliances normally containing 50 or more pounds of refrigerant must keep 
records of refrigerant purchased and added to such appliances pursuant to §82.166. 

3) If the permittee manufactures, transforms, imports, or exports a class I or class II substance, the 
permittee is subject to all the requirements as specified in 40 CFR Part 82, Subpart A, Production 
and Consumption Controls. 

4) If the permittee performs a service on motor (fleet) vehicles when this service involves ozone-
depleting substance refrigerant (or regulated substitute substance) in the motor vehicle air 
conditioner (MVAC), the permittee is subject to all the applicable requirements as specified in 40 
CFR Part 82, Subpart B, Servicing of Motor Vehicle Air conditioners.  The term "motor vehicle" as  
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used in Subpart B does not include a vehicle in which final assembly of the vehicle has not been 
completed.  The term "MVAC" as used in Subpart B does not include the air-tight sealed 
refrigeration system used as refrigerated cargo, or system used on passenger buses using HCFC-22 
refrigerant. 

5) The permittee shall be allowed to switch from any ozone-depleting substance to any alternative that 
is listed in the Significant New Alternatives Program (SNAP) promulgated pursuant to 40 CFR Part 
82, Subpart G, Significant New Alternatives Policy Program.  Federal Only - 40 CFR Part 82 

 
10 CSR 10-6.280  Compliance Monitoring Usage 

1) The permittee is not prohibited from using the following in addition to any specified compliance 
methods for the purpose of submission of compliance certificates: 
a) Monitoring methods outlined in 40 CFR Part 64; 
b) Monitoring method(s) approved for the permittee pursuant to 10 CSR 10-6.065, “Operating 

Permits”, and incorporated into an operating permit; and 
c) Any other monitoring methods approved by the Director. 

2) Any credible evidence may be used for the purpose of establishing whether a permittee has violated 
or is in violation of any such plan or other applicable requirement. Information from the use of the 
following methods is presumptively credible evidence of whether a violation has occurred by a 
permittee: 
a) Monitoring methods outlined in 40 CFR Part 64; 
b) A monitoring method approved for the permittee pursuant to 10 CSR 10-6.065, “Operating 

Permits”, and incorporated into an operating permit; and 
c) Compliance test methods specified in the rule cited as the authority for the emission limitations. 

3) The following testing, monitoring or information gathering methods are presumptively credible 
testing, monitoring, or information gathering methods: 
a) Applicable monitoring or testing methods, cited in:  

i) 10 CSR 10-6.030, “Sampling Methods for Air Pollution Sources”;  
ii) 10 CSR 10-6.040, “Reference Methods”;  
iii) 10 CSR 10-6.070, “New Source Performance Standards”; 
iv) 10 CSR 10-6.080, “Emission Standards for Hazardous Air Pollutants”; or 

b) Other testing, monitoring, or information gathering methods, if approved by the Director, that 
produce information comparable to that produced by any method listed above. 



Holden Power Plant Part 70 Operating Permit 25 
Installation ID: 101-0051 Project No. 2002-07-145 

 

 

V.  General Permit Requirements 
 
The installation shall comply with each of the following requirements. Consult the appropriate sections 
in the Code of Federal Regulations (CFR) and Code of State Regulations (CSR) for the full text of the 
applicable requirements. All citations, unless otherwise noted, are to the regulations in effect as of the 
date that this permit is issued, 
 
10 CSR 10-6.065(6)(C)1.B  Permit Duration 

This permit is issued for a term of five years, commencing on the date of issuance.  This permit will 
expire at the end of this period unless renewed. 
 
10 CSR 10-6.065(6)(C)1.C  General Record Keeping and Reporting Requirements 

1) Record Keeping 
a) All required monitoring data and support information shall be retained for a period of at least 

five years from the date of the monitoring sample, measurement, report or application. 
b) Copies of all current operating and construction permits issued to this installation shall be kept 

on-site for as long as the permits are in effect. Copies of these permits shall be made immediately 
available to any Missouri Departmentof Natural Resources’ personnel upon request. 

2) Reporting 
a) All reports shall be submitted to the Air Pollution Control Program’s Enforcement Section,           

P. O. Box 176, Jefferson City, MO 65102. 
b) The permittee shall submit a report of all required monitoring by: 

i) October 1st for monitoring which covers the January through June time period, and 
ii) April 1st for monitoring which covers the July through December time period. 
iii) Exception. Monitoring requirements which require reporting more frequently than semi 

annually shall report no later than 30 days after the end of the calendar quarter in which the 
measurements were taken. 

c) Each report shall identify any deviations from emission limitations, monitoring, record keeping, 
reporting, or any other requirements of the permit, this includes deviations or Part 64 
exceedances. 

d) Submit supplemental reports as required or as needed. Supplemental reports are required no later 
than ten days after any exceedance of any applicable rule, regulation or other restriction. All 
reports of deviations shall identify the cause or probable cause of the deviations and any 
corrective actions or preventative measures taken. 
i) Notice of any deviation resulting from an emergency (or upset) condition as defined in 

paragraph (6)(C)7.A of 10 CSR 10-6.065 (Emergency Provisions) shall be submitted to the 
permitting authority either verbally or in writing within two working days after the date on 
which the emission limitation is exceeded due to the emergency, if the permittee wishes to 
assert an affirmative defense. The affirmative defense of emergency shall be demonstrated 
through properly signed, contemporaneous operating logs, or other relevant evidence that 
indicate an emergency occurred and the permittee can identify the cause(s) of the emergency. 
The permitted installation must show that it was operated properly at the time and that during 
the period of the emergency the permittee took all reasonable steps to minimize levels of 
emissions that exceeded the emission standards or requirements in the permit. The notice 
must contain a description of the emergency, the steps taken to mitigate emissions, and the 
corrective actions taken. 
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ii) Any deviation that poses an imminent and substantial danger to public health, safety or the 
environment shall be reported as soon as practicable. 

iii) Any other deviations identified in the permit as requiring more frequent reporting than the 
permittee's semiannual report shall be reported on the schedule specified in this permit, and 
no later than ten days after any exceedance of any applicable rule, regulation, or other 
restriction. 

e) Every report submitted shall be certified by the responsible official, except that, if a report of a 
deviation must be submitted within ten days after the deviation, the report may be submitted 
without a certification if the report is resubmitted with an appropriate certification within ten 
days after that, together with any corrected or supplemental information required concerning the 
deviation. 

f) The permittee may request confidential treatment of information submitted in any report of 
deviation. 

 
10 CSR 10-6.065(6)(C)1.D  Risk Management Plan Under Section 112(r) 

The permittee shall comply with the requirements of 40 CFR Part 68, Accidental Release Prevention 
Requirements. If the permittee has more than a threshold quantity of a regulated substance in process, as 
determined by 40 CFR Section 68.115, the permittee shall submit a Risk Management Plan in 
accordance with 40 CFR Part 68 no later than the latest of the following dates: 
1) June 21, 1999; 
2) Three years after the date on which a regulated substance is first listed under 40 CFR Section 

68.130; or 
3) The date on which a regulated substance is first present above a threshold quantity in a process. 
 
10 CSR 10-6.065(6)(C)1.E  Title IV Allowances 

This permit prohibits emissions which exceed any allowances the installation holds under Title IV of the 
Clean Air Act. 
 
No permit revisions shall be required for increases in emissions that are authorized by allowances 
acquired pursuant to the acid rain program if the increases do not require a permit revision under any 
other applicable requirement. 
 
Limits cannot be placed on the number of allowances that may be held by an installation. The 
installation may not use these allowances, however, as a defense for noncompliance with any other 
applicable requirement. 
 
Any allowances held by a Title IV installation shall be accounted for according to procedures 
established in rules promulgated under Title IV of the Clean Air Act. 
 
The permittee was granted an Acid Rain Permit (OP2007-076) on December 20, 2007 (see Attachment 
F). The Acid Rain Permit is effective until December 31, 2011. The permittee shall submit a renewal 
application no later than June 30, 2011.  
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10 CSR 10-6.065(6)(C)1.F  Severability Clause 
In the event of a successful challenge to any part of this permit, all uncontested permit conditions shall 
continue to be in force.  All terms and conditions of this permit remain in effect pending any 
administrative or judicial challenge to any portion of the permit.  If any provision of this permit is 
invalidated, the permittee shall comply with all other provisions of the permit. 
 
10 CSR 10-6.065(6)(C)1.G  General Requirements 

1) The permittee must comply with all of the terms and conditions of this permit. Any noncompliance 
with a permit condition constitutes a violation and is grounds for enforcement action, permit 
termination, permit revocation and re-issuance, permit modification or denial of a permit renewal 
application. 

2) The permittee may not use as a defense in an enforcement action that it would have been necessary 
for the permittee to halt or reduce the permitted activity in order to maintain compliance with the 
conditions of the permit 

3) The permit may be modified, revoked, reopened, reissued or terminated for cause. Except as 
provided for minor permit modifications, the filing of an application or request for a permit 
modification, revocation and reissuance, or termination, or the filing of a notification of planned 
changes or anticipated noncompliance, does not stay any permit condition. 

4) This permit does not convey any property rights of any sort, nor grant any exclusive privilege. 
5) The permittee shall furnish to the Air Pollution Control Program, upon receipt of a written request 

and within a reasonable time, any information that the Air Pollution Control Program reasonably 
may require to determine whether cause exists for modifying, reopening, reissuing or revoking the 
permit or to determine compliance with the permit. Upon request, the permittee also shall furnish to 
the Air Pollution Control Program copies of records required to be kept by the permittee. The 
permittee may make a claim of confidentiality for any information or records submitted pursuant to 
10 CSR 10-6.065(6)(C)1. 

 
10 CSR 10-6.065(6)(C)1.H  Incentive Programs Not Requiring Permit Revisions 

No permit revision will be required for any installation changes made under any approved economic 
incentive, marketable permit, emissions trading, or other similar programs or processes provided for in 
this permit. 
 
10 CSR 10-6.065(6)(C)1.I  Reasonably Anticipated Operating Scenarios 

None. 
 
10 CSR 10-6.065(6)(C)1.J  Emissions Trading 

The permittee was granted an Acid Rain Permit (OP2007-076) on December 20, 2007                              
(see Attachment F). The Acid Rain Permit is effective until December 31, 2011. The permittee shall 
submit a renewal application no later than June 30, 2011.  
 
The permittee applied for a CAIR Permit on July 5, 2007. The CAIR Permit has been incorporated into 
this Part 70 Operating Permit (see Attachment G). The CAIR Permit is effective as long as this Part 70 
Operating Permit is effective. The permittee shall submit a renewal application for CAIR at the same 
time as they submit a renewal application for this Part 70 Operating Permit (6 months prior to the 
expiration date). 
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10 CSR 10-6.065(6)(C)3  Compliance Requirements 
1) Any document (including reports) required to be submitted under this permit shall contain a 

certification signed by the responsible official. 
2) Upon presentation of credentials and other documents as may be required by law, the permittee shall 

allow authorized officials of the Missouri Departmentof Natural Resources, or their authorized 
agents, to perform the following (subject to the installation’s right to seek confidential treatment of 
information submitted to, or obtained by, the Air Pollution Control Program): 
a) Enter upon the premises where a permitted installation is located or an emissions-related activity 

is conducted, or where records must be kept under the conditions of this permit; 
b) Have access to and copy, at reasonable times, any records that must be kept under the conditions 

of this permit; 
c) Inspect, at reasonable times and using reasonable safety practices, any facilities, equipment 

(including monitoring and air pollution control equipment), practices, or operations regulated or 
required under this permit; and 

d) As authorized by the Missouri Air Conservation Law, Chapter 643, RSMo or the Act, sample or 
monitor, at reasonable times, substances or parameters for the purpose of assuring compliance 
with the terms of this permit, and all applicable requirements as outlined in this permit. 

3) All progress reports required under an applicable schedule of compliance shall be submitted 
semiannually (or more frequently if specified in the applicable requirement). These progress reports 
shall contain the following: 
a) Dates for achieving the activities, milestones or compliance required in the schedule of 

compliance, and dates when these activities, milestones or compliance were achieved, and 
b) An explanation of why any dates in the schedule of compliance were not or will not be met, and 

any preventative or corrective measures adopted. 
4) The permittee shall submit an annual certification that it is in compliance with all of the federally 

enforceable terms and conditions contained in this permit, including emissions limitations, standards, 
or work practices. These certifications shall be submitted annually by April 1st, unless the applicable 
requirement specifies more frequent submission. These certifications shall be submitted to EPA 
Region VII, 901 North 5th Street, Kansas City, KS 66101, as well as the Air Pollution Control 
Program’s Enforcement Section, P.O. Box 176, Jefferson City, MO 65102. All deviations and Part 
64 exceedances and excursions must be included in the compliance certifications. The compliance 
certification shall include the following: 
a) The identification of each term or condition of the permit that is the basis of the certification; 
b) The current compliance status, as shown by monitoring data and other information reasonably 

available to the installation; 
c) Whether compliance was continuous or intermittent; 
d) The method(s) used for determining the compliance status of the installation, both currently and 

over the reporting period; and 
e) Such other facts as the Air Pollution Control Program will require in order to determine the 

compliance status of this installation. 
 
10 CSR 10-6.065(6)(C)6  Permit Shield 

1) Compliance with the conditions of this permit shall be deemed compliance with all applicable 
requirements as of the date that this permit is issued, provided that: 
a) The application requirements are included and specifically identified in this permit, or 
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b) The permitting authority, in acting on the permit revision or permit application, determines in 
writing that other requirements, as specifically identified in the permit, are not applicable to the 
installation, and this permit expressly includes that determination or a concise summary of it.  

2) Be aware that there are exceptions to this permit protection.  The permit shield does not affect the 
following: 
a) The provisions of Section 303 of the Act or Section 643.090, RSMo concerning emergency 

orders, 
b) Liability for any violation of an applicable requirement which occurred prior to, or was existing 

at, the time of permit issuance, 
c) The applicable requirements of the acid rain program, 
d) The authority of the Environmental Protection Agency and the Air Pollution Control Program of 

the Missouri Departmentof Natural Resources to obtain information, or 
e) Any other permit or extra-permit provisions, terms or conditions expressly excluded from the 

permit shield provisions. 
 
10 CSR 10-6.065(6)(C)7  Emergency Provisions 

1) An emergency or upset as defined in 10 CSR 10-6.065(6)(C)7.A shall constitute an affirmative 
defense to an enforcement action brought for noncompliance with technology-based emissions 
limitations. To establish an emergency- or upset-based defense, the permittee must demonstrate, 
through properly signed, contemporaneous operating logs or other relevant evidence, the following: 
a) That an emergency or upset occurred and that the permittee can identify the source of the 

emergency or upset, 
b) That the installation was being operated properly, 
c) That the permittee took all reasonable steps to minimize emissions that exceeded technology-

based emissions limitations or requirements in this permit, and 
d) That the permittee submitted notice of the emergency to the Air Pollution Control Program 

within two working days of the time when emission limitations were exceeded due to the 
emergency. This notice must contain a description of the emergency, any steps taken to mitigate 
emissions, and any corrective actions taken. 

2) Be aware that an emergency or upset shall not include noncompliance caused by improperly 
designed equipment, lack of preventative maintenance, careless or improper operation, or operator 
error. 

 
10 CSR 10-6.065(6)(C)8  Operational Flexibility 

An installation that has been issued a Part 70 operating permit is not required to apply for or obtain a 
permit revision in order to make any of the changes to the permitted installation described below if the 
changes are not Title I modifications, the changes do not cause emissions to exceed emissions allowable 
under the permit, and the changes do not result in the emission of any air contaminant not previously 
emitted. The permittee shall notify the Air Pollution Control Program’s Enforcement Section,                  
P.O. Box 176, Jefferson City, MO 65102, as well as EPA Region VII, 901 North 5th Street,               
Kansas City, KS 66101, at least seven days in advance of these changes, except as allowed for 
emergency or upset conditions. Emissions allowable under the permit means a federally enforceable 
permit term or condition determined at issuance to be required by an applicable requirement that 
establishes an emissions limit (including a work practice standard) or a federally enforceable emissions 
cap that the source has assumed to avoid an applicable requirement to which the source would otherwise 
be subject.  
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1) Section 502(b)(10) changes. Changes that, under Section 502(b)(10) of the Act, contravene an 
express permit term may be made without a permit revision, except for changes that would violate 
applicable requirements of the Act or contravene federally enforceable monitoring (including test 
methods), record keeping, reporting or compliance requirements of the permit. 
a) Before making a change under this provision, The permittee shall provide advance written notice 

to the Air Pollution Control Program’s Enforcement Section, P.O. Box 176, Jefferson City,           
MO 65102, as well as EPA Region VII, 901 North 5th Street, Kansas City, KS 66101, describing 
the changes to be made, the date on which the change will occur, and any changes in emission 
and any permit terms and conditions that are affected. The permittee shall maintain a copy of the 
notice with the permit, and the Air Pollution Control Program shall place a copy with the permit 
in the public file. Written notice shall be provided to the EPA and the Air Pollution Control 
Program as above at least seven days before the change is to be made. If less than seven days 
notice is provided because of a need to respond more quickly to these unanticipated conditions, 
the permittee shall provide notice to the EPA and the Air Pollution Control Program as soon as 
possible after learning of the need to make the change. 

b) The permit shield shall not apply to these changes.  
 
10 CSR 10-6.065(6)(C)9  Off-Permit Changes 

1) Except as noted below, the permittee may make any change in its permitted operations, activities or 
emissions that is not addressed in, constrained by or prohibited by this permit without obtaining a 
permit revision. Insignificant activities listed in the application, but not otherwise addressed in or 
prohibited by this permit, shall not be considered to be constrained by this permit for purposes of the 
off-permit provisions of this section. Off-permit changes shall be subject to the following 
requirements and restrictions: 
a) The change must meet all applicable requirements of the Act and may not violate any existing 

permit term or condition; the permittee may not change a permitted installation without a permit 
revision if this change is subject to any requirements under Title IV of the Act or is a Title I 
modification; 

b) The permittee must provide written notice of the change to the Air Pollution Control Program’s 
Enforcement Section, P.O. Box 176, Jefferson City, MO 65102, as well as EPA Region VII,         
901 North 5th Street, Kansas City, KS 66101, no later than the next annual emissions report. 
This notice shall not be required for changes that are insignificant activities under 10 CSR 10-
6.065(6)(B)3. This written notice shall describe each change, including the date, any change in 
emissions, pollutants emitted and any applicable requirement that would apply as a result of the 
change. 

c) The permittee shall keep a record describing all changes made at the installation that result in 
emissions of a regulated air pollutant subject to an applicable requirement and the emissions 
resulting from these changes; and 

d) The permit shield shall not apply to these changes. 
 
 
10 CSR 10-6.020(2)(R)12  Responsible Official 

The application utilized in the preparation of this permit was signed by Gary L. Fulks, Director of 
Engineering & Operations. If this person terminates employment, or is reassigned different duties such 
that a different person becomes the responsible person to represent and bind the installation in 
environmental permitting affairs, the owner or operator of this air contaminant source shall notify the 
Director of the Air Pollution Control Program of the change. Said notification shall be in writing and 



Holden Power Plant Part 70 Operating Permit 31 
Installation ID: 101-0051 Project No. 2002-07-145 

 

 

shall be submitted within 30 days of the change.  The notification shall include the name and title of the 
new person assigned by the source owner or operator to represent and bind the installation in 
environmental permitting affairs. All representations, agreement to terms and conditions and covenants 
made by the former responsible person that were used in the establishment of limiting permit conditions 
on this permit will continue to be binding on the installation until such time that a revision to this permit 
is obtained that would change said representations, agreements and covenants. 
 
10 CSR 10-6.065(6)(E)6  Reopening-Permit for Cause 

This permit may be reopened for cause if: 
1) The Missouri Departmentof Natural Resources (MDNR) receives notice from the Environmental 

Protection Agency (EPA) that a petition for disapproval of a permit pursuant to 40 CFR § 70.8(d) 
has been granted, provided that the reopening may be stayed pending judicial review of that 
determination, 

2) The Missouri Departmentof Natural Resources or EPA determines that the permit contains a 
material mistake or that inaccurate statements were made which resulted in establishing the 
emissions limitation standards or other terms of the permit, 

3) Additional applicable requirements under the Act become applicable to the installation; however, 
reopening on this ground is not required if—: 
a) The permit has a remaining term of less than three years; 
b) The effective date of the requirement is later than the date on which the permit is due to expire; 

or 
c) The additional applicable requirements are implemented in a general permit that is applicable to 

the installation and the installation receives authorization for coverage under that general permit, 
4) The installation is an affected source under the acid rain program and additional requirements 

(including excess emissions requirements), become applicable to that source, provided that, upon 
approval by EPA, excess emissions offset plans shall be deemed to be incorporated into the permit; 
or 

5) The Missouri Departmentof Natural Resources or EPA determines that the permit must be reopened 
and revised to assure compliance with applicable requirements. 

 
10 CSR 10-6.065(6)(E)1.C  Statement of Basis 

This permit is accompanied by a statement setting forth the legal and factual basis for the permit 
conditions (including references to applicable statutory or regulatory provisions). This Statement of 
Basis, while referenced by the permit, is not an actual part of the permit. 
 

VI. Attachments 
 
Attachments follow.
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Attachment A 
Installation Hours Compliance Worksheet 

 
AECI – Holden Power Plant 
Permit Number OP2010-029 

This sheet covers the period of ________________. 
                                                 (month/year)  

 
Copy this sheet as needed. 

Hours that the Installation is Producing Electricity = Electricity Hours 
 

Total Electricity Hours for this Month                                                       (Note 1)  
12-Month Total Electricity Hours From Previous Month’s Worksheet     (Note 2)  
Monthly Total Electricity Hours From Previous Year’s Worksheet          (Note 3)  
Current 12-Month Total Electricity Hours                                                 (Note 4)  
Note 1:  Total number of hours that this installation was producing electricity for this month (electricity hours). 
Note 2:  Running 12-month total of electricity hours from previous month’s worksheet. 
Note 3:  Electricity hours reported for this month in the last calendar year. 
Note 4:  Amount reported in Note 2 minus amount reported in Note 3 plus amount reported in Note 1.  Less than 4,000 hours 

indicates compliance. 
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Attachment B 
Generator Hours Compliance Worksheet – Natural Gas 

 
AECI – Holden Power Plant 
Permit Number OP2010-029 

 
This sheet covers the period of ________________. 

                                                 (month/year)  
 

This sheet is for Turbine Number ________________ 
 

Copy this sheet as needed. 
Hours that a Turbine is Burning Natural Gas = Unit Gas Hours 

 
Total Unit Gas Hours for this Month                                                        (Note 1)  
12-Month Total Unit Gas Hours From Previous Month’s Worksheet      (Note 2)  
Monthly Total Unit Gas Hours From Previous Year’s Worksheet           (Note 3)  
Current 12-Month Total Unit Gas Hours                                                  (Note 4)  
Note 1:  Total number of hours that this installation was burning natural gas for this month (unit gas hours). 
Note 2:  Running 12-month total of unit gas hours from previous month’s worksheet. 
Note 3:  Unit gas hours reported for this month in the last calendar year. 
Note 4:  Amount reported in Note 2 minus amount reported in Note 3 plus amount reported in Note 1.  Less than 2,000 hours 

indicates compliance. 
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Attachment C 
Generator Hours Compliance Worksheet – Fuel Oil 

 
AECI – Holden Power Plant 
Permit Number OP2010-029 

 
This sheet covers the period of ________________. 

                                                 (month/year)  
 

This sheet is for Turbine Number ________________ 
 

Copy this sheet as needed. 
Hours that a Turbine is Burning Fuel Oil = Unit Oil Hours 

 
Total Unit Oil Hours for this Month                                                                       
(Note 1) 

 

12-Month Total Unit Oil Hours From Previous Month’s Worksheet                     
(Note 2) 

 

Monthly Total Unit Oil Hours From Previous Year’s Worksheet                          
(Note 3) 

 

Current 12-Month Total Unit Oil Hours                                                                 
(Note 4) 

 

Note 1:  Total number of hours that this installation was burning fuel oil for this month (unit oil hours). 
Note 2:  Running 12-month total of unit oil hours from previous month’s worksheet. 
Note 3:  Unit oil hours reported for this month in the last calendar year. 
Note 4:  Amount reported in Note 2 minus amount reported in Note 3 plus amount reported in Note 1.  Less than 500 hours 

indicates compliance. 
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Attachment D 
Sulfur Dioxide (SOx) Compliance Worksheet 

 
AECI – Holden Power Plant 
Permit Number OP2010-029 

 
This sheet covers the period of ________________. 

                                                 (month/year)  
 

Copy this sheet as needed. 
Column A Column B Column C Column D 

Fuel Source 

Amount of Fuel 
Burned 

(MMCF/MGal) (Note 
1) 

SOx Emission Factor 
(lb/MMCF) or 

(lb/MGal) (Note 2) 

SOx Emissions (tons) 
(Note 3) 

Natural Gas    

Fuel Oil    
12-Month SOx Emissions Total From Previous Month’s Worksheet (tons)    
(Note 4) 

 

Monthly SOx Emissions Total From Previous Year’s Worksheet (tons)         
(Note 5) 

 

Current 12-Month Total SOx Emissions (tons)                                                
(Note 6) 

 

Note 1:  Total amount of natural gas and fuel oil burned at the entire installation during this month. 
Note 2:  SOx emission factor will be determined from stack test data. 
Note 3:  Column D = (Column B) x (Column C) ÷ (2000 lb/ton) 
Note 4:  Running 12-month total of SOx emissions. 
Note 5:  SOx Emissions reported for this month in the last calendar year. 
Note 6:  Amount/s reported in Note 3 plus amount reported in Note 4 minus amount reported in Note 5.  Less than 60 tons 
indicates compliance. 
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Attachment E 
Formaldehyde Compliance Worksheet 

 
AECI – Holden Power Plant 
Permit Number OP2010-029 

 
This sheet covers the period of ________________. 

                                                 (month/year)  
 

Copy this sheet as needed. 
Column A Column B Column C Column D 

Fuel Source 
Amount of Natural Gas 
Burned (MMCF) (Note 

1) 

Formaldehyde Emission Factor 
(lb/MMCF) (Note 2) 

Natural Gas 
Formaldehyde 

Emissions 
(tons) (Note 3)

Natural Gas    
12-Month Formaldehyde Emissions Total From Previous Month’s Worksheet (tons) 
(Note 4) 

 

Monthly Formaldehyde Emissions Total From Previous Year’s Worksheet (tons)      
(Note 5) 

 

Current 12-Month Total Formaldehyde Emissions (tons)                                             
(Note 6) 

 

Note 1:  Total amount of natural gas burned at the entire installation during this month. 
Note 2:  Formaldehyde emission factor will be determined from stack test data. 
Note 3:  Column D = (Column B) x (Column C) ÷ (2000 lb/ton) 
Note 4:  Running 12-month total of formaldehyde emissions. 
Note 5:  Formaldehyde Emissions reported for this month in the last calendar year. 
Note 6:  Amount reported in Note 3 plus amount reported in Note 4 minus amount reported in Note 5.  Less than 10 tons 
indicates compliance. 
 



---
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Attachment F 

Acid Rain Pennit 


--.~- .~---~ 

Missouri Department of Natural Resources 
Air Pollution Control Program 

.. ---- --.~~.....- ~ ~------- ~-.-~-.-~----- -----------;---~--~-~~~--"-~ ..... 

TITLE IV: ACID RAIN 

PERMIT 


In accordance with Titles IV and V ofthe Clean Air Act and MissoUri State Rule 

10 CSR 10-6.270, Acid Rain Source Permits Required, the State ofMissouri issues this Acid 

Rain J>ermit. 


Installation Name: Holden Power Plant, ORIS Code: 7848 

Project Number: 2006-04-059, Permit Number: OPl007-076 

UIIIt IDs: 1,2, and 3 

Effective Dates: January 1, 2007 through December 31, 2011 


The pennit application submitted for this source, as corrected by the State ofMissouri 
Department ofNatural Resources (MDNR), Air Pollution Control Program (APCP), Operating 
Pennit Section, is attached. The owners and operators of this source must comply with the 
standard requirements and speci~ provisions set forth in this application. 

The number of allowances actually held by an affected source in a unit account may differ from 
the number allocated by the United States Environmental Protection Agency. Pursuant to 
40 CFR 72.84, Automatic permit amendment, this does not necessitate a revision to any. unit S(h 
allowance allocations identified iIi this permit 

This acid rain permit is effective for the five-year period shown above,'per 40 CPR 72.69, 
Issuance and effective date ofacid rain permits. The designated representative must submit an 
application for renewal of this petmit no later than June 30, 2011, per 40 CPR 72.30, 
ReqUirement to apply, and in conjunction with the operating pennit renewal application. 

Date 

DEC 2 0 2007 
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OM. No. 2080.0218 

aEPA Acid Rain Pennit Application 
For mont InformaIIon, _ ntruotlonlllld referto .,CPFt 'JUG end 72.11 

This aublnlalon Is: 0 NIW [gJ Renewal 

STEP 1 

Identify the source by 
plant name, $fata, and I ~1der1 Power Plant MO 07848 

PlantNen· S1at& ORIS CodeORIS code. 

STEP 2 

Enter the unit IOf 
for every aft'ecfed 
unit at 1IIe arrectad 
source In colunan I'a." 
For new unita, enter 111. 
requas18d information In 
corumna IIC" and tid." 

• II c dNew.Unit 10# URtii°ldIn~ _40 ~~ Mon~dlne n 

1 Ves 

2 Ves 

S Ve. 

Ves 

Ves 

Ves 

Vet 

V. 

V. 

V. 
.. , .. - . .. 

Vee 

Vea 

Ves 

V. 

Ves 

Ves 

Vea 

Ves 

---------------- '-----_._-,--------------.--_ .. _.......... 
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. ----Acid- Rain~'Page-2-

STEP 3 

Read file· 
standard 
requl,.....,. 

Permit Requirements 

(1) The designated representative of each affected source and each affected unit at the 
source shall: 

(i) Submit a complete Acid Rain permitapplication (Including a compliance plan) under 
40 CFR part 72 In accordance with the deadlines specified in 40 CFR 72.30; and 
(II) SubmitIn a timely manner anysupplemental information that the ~ittingauthority
detannines is necessary In order to reView an Acid Rain permit application and issue 
or deny an Acid Rain permit; . 

(2) The owners and operators of each affected source and each affected unit at the 
source shall: 

(I) Operate the unit.in compliance with a complete Acid Rain permit application or a 
superseding Acid Rain permit issued by the permitting authority; and 
(Ii) Have an Acid Rain Permit 

Monitoring Requirements 

(1) The owners and operators and, to the extent applicable, designated representative of 
each affected source and each affeCted unit attha source shall comply with the monitoring 
requirements as provided in 40 CFR pan 75. 
(2) The emiSsions measurements recorded and reported In accordance with 40 CFR part
75 shall be used to determine compliance by the unit with the Acid Rain emissions 
limitations and emissions reduction requirements .for sulfur dioxide and nitrogen oxides 

. under the Acid Rain Program. .' . 
(3) The requirements of 40 CFR part 75 shall not affect the respcIIlsibillty of the owners 
arid operatOrs to monitor emissions of other pollutants or other emissions characteristics 
at the unit under other applicable requirements of the Act and other provisions of the 
operating permit for the source. 

Sulfur DIoxide Reaulremantt 

(1) The owners and operators of each source and each affected unit at the source shan: 
(i) Hold allowances, as of the allowance transfer deadline, In the unit's compliance
subaccount(afterdeductionsunder40CFR73.34(c»,orinthecompliancesubaccount 
of another affected unit at the same source to the extent proVided In 40 CFR 
73.35(b)(3), not less than the total annual emissions of sulfur dioxide for the previous 
calendar year from the unit; and 
(II) Comply with the applicable AcId Rain emissions limitations for sulfur dioxide. 

(2) Each ton of sulfur dioxide emitted In excess of the Acid Rain emissions limitations for 
sulfur dioxide shall constitute a separate violation of the Act. 
(3) An affected unit shall be subject to the requirements under paragraph (1) of the sulfur 
dioxide requirements as follows: 

(I), Starting January 1. 2000, an affected unit under 40 CFR 72.6(a)(2),: or 
(il) Starting on the later of January 1, 2000 or the deadline for monitor certification 
under 40 CFR part 75, an affected unit under 40 CFR 72.6(a)(3).

(4) Allowances shall be heid in, deducted from, or transferred among Allowance Tracking 
System accounts In accordance with the Acid Rain Program.
(5) An allowance shall not be deducted in order to comply with the requirements under 
paragraph (1) of the sulfur dioxide requirements· prfor to the calendar year for which the 
allowance was allocated. . 
(6) An allowance allocated by the Administrator under the Acid Rain Program is a limited 
authOrization to emit sulfur dioxide In accordance with the Acid Rain Program. No 
provision ofthe Acid Rain Program, the AcId ~alnpermit application, the Acid Rain pennit. 
or an exemption under 40 CFR 72.7 or 72.8 and no proVision of law shall be construed 
to limit the authority of the United States to terminate or limit such authorization. 
(7) An allowance allocated by the Administrator under the Acid Rain program does not 
constitute a property right. 
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_____......_.__ 

STEP 3, 
Cont'd. 

._-...... IPliiirt Nanie-llTOiii' _-1r.... f.!Q~·PPW8l'_.~lanL_·_~· .. - ..-·~--·-·I-..------- --_._-_.. Acid .. Rain_,,-Page_3_ 

Nltro~n Qxlde. BeQuI"~nta The owners and operators of the source and each 
affecte Unit at the source s I comply with the applicable Acid Rain emissions limitation 
for nitrogen oxides. . 

Excess Em_Ions Requirements 

(1) The designated representative of an affected unit that has excess emissions In any.
calendar year shall submit a proposed offset plan, as required under 40 CFR part 77. 
(2) The owners and operators of an affected unit that has excess emissions in any 
calendar year shall: . . 

(I) Pay without demand the ~nalty required, and pay upon demand the interest on that 
penafty, as required by 40 CFR part 77; and . . 
(iI) Comply with the terms of an approved offset plan, as required by 40 CFR part.77. 

Recon;tkeeplna and Reportiog RegulrerDenta 

(1) Unless otherwise provided, the Owners and operators ofthe source and each .affected 
unit at the source shall keep on site at the source each of the following documents for a 
period of 5 years from the date the document Is created. 'Thls ~od may be extended 
for cause, at any time prior to the end of 5 years, In writing by the Administrator or 
pennlltlng
authority: . 

(I) The certificate of representation for the designated representative forthe source and 
each affected unit at. the source and all documents that demonstrate the truth of the 
statements in the certificate of representation, in accordance with 40 CFR 72.24; 
provided that the certificate and documents shall be retained on site at the source 
beyond such 5-year period until such documents are superseded because of the 
submisSion of a new certificate of representation changing the deSignated
representative; . 
(Ii) All emissionS monitOring information, in accordance with 40 CFR part 75, provided
that to the extent that 40 CFR part 75 provides for' a 3-year period for record keeping, 
the 3-year period shall apply. . 
(iii) Copies of all reports, compliance certifications, and other submissions and all 
records made or required under the Acid Rain Program; and, . 
(iv) Copi" of all documents used to complete an Acid Rain permit application and any
other submission under the Acid Rain Program or to demonstrate compOance with the 
requirements ·of the Acid Rain Program.

(2) The designated representative of an effected source and each affected unit at the 
source shall submit the reports and compliance certifications required underthe Acid Rain 
Program, Including those under 40 CFR part 72 subpart I and 40 CFR part 75. . 

Liability 

(1) Any person who knowingly violates any requirement. or p~lbltion of the Acid R~in 
Program, a complete Acid Rain permit application, an ACId Rain pennIt, or an exemption 
under 40 CFR 72.7 or 72.8, including any requirement for the payment of any penalty 
owed to the United States, shall be subject to enforcement pursuant to section 113(c) of . 
the Act. . 
(2) Any person who knowingly makes a false, material statement In any reCC?rd, 
submission, or report under the Acid Rain Program shall be subject to criminal 
enforcement pursuant to section 113(c) of the Act and 18 U.S.C. 1001. . 
(3) No permit revision shall excuse any violation of the requirements of the Acid Rain 
Program that occurs prior to the date that the revision takes effect. . . 
(4) Each affected source and each effected unit shall meet the requirements of the ACId 
Rain Program. 

.~---~.----

i 
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liability, COOrd. 

(5) Any provision of the Acid Rain Program that aPOllee to an affected source (including
a provision applicable to the designated representative of an affected source) shall also 
apply to the ownenJ and operators of such source and of the affected units at the source. 
(6) Any provision of the Acid Rain Program that appHes to an affected unit (Including a 
proviSIon applicable to the designated representatlw ofan affected unft) shaD also apply 
to the ownenJ and operators ofsuch unit. Except as provided under40 CFR 72.44 (Pliase
II repowerlng extenSion plans) and 40 CFR 76.11 (NOx averaging plans), and except with 
regard to the requirements applicable to units with a common stack under 40 CFR part 75 
(inCluding 40 CFR 75.16, 75.17, alid 75.1 e), the owners and operators and the designated
:resentative of one affected unit shalf not be IlabSe for any violation by any other 

cted unit of which they are not owners or operators or the designated representative
and that Isiocated at a source of which they are not owners or operators or the 
designated representative. 
~Each violation of a provision of 40 CFR parts 72, 73, 74, 75, 76, 77, and 7e by an 

cted source oraffected unit, or by an Owner oroperator or designated representative
of such source or unit, shall be a separate violation of the Act. 

Effect on Other Authorities 

No provision of the Acid Rain Program, an Acid Rain permit application, an Acid Rain 

permit, or an exemption under 40 CFR 72.7 or 72.8 shall be construed as: 

(1) Except as expresslY provided In title ,IV of the Act, exempting orexcluding the owners 
and operators and, to the extent ap'pllcable, the designated representative ofan affected 
source or affected unit from comPliance with any other proViSion of the Act, Including the 
provisions of title I'ofthe Act relating to applicable National Ambient Air Quality Standards 
or State Implementation Plans;, , 
(2) UmlHng the number of allowances a unit can hold; provided, that the number of 
allowances held by the unit shall not affect the source's obligation to 'comply with any
other provisions of the Act; 
(3) Requiring a change of any kind In any State law regulating electric utility rates and . 
charges, affecting any State law regarding such State regulation. or limiting such State 
regulation. including any prudence review requirements under such State law; 
(4) Modifying the Federal Power Act or affecting the authority· of the Federal Energy
Regulatory Commission under the Federal Power Act; or, ' 
(5) Interfering with or Impairing any program for competitive bidding for power supply in 
a State in which such program Is established... . 

Certification 

I am authorized to make this submission on behalf of the owners and operators of the 
affected source or affected units for which the submission Is made. I certIfY under penalty 
of law that I have personallY examined, and am familiar with, the slatements ana 
information submitted in this document and all Its attachments. Based on my inquiry of 
those individuals with primary responsibility for obtaining the information, I certify that the 
statements and Information are to the best of my knowledge and belieftrue, accurate, and 
complete. I am aware that there are significant penalties for submitting false statements 
and information or omitting required statements and information, Including the possibnity 
of fine or Imprisonment. 

8tep3,
Cont'd. 

STEP 4 

Read the 
certification 
st:af8ment, 
sign, and 
dale 

EPA Form 78100-18(nw. 12.03) 



Holden Power Plant Part 70 Operating Permit  42 
Installation ID: 101-0051 Project No. 2002-07-145 

 

 

Attachment G 
CAIR Permit 

 
 

TITLE V: CLEAN AIR INTERSTATE RULE 
(CAIR) PERMIT 

 
In accordance with Title V of the Clean Air Act and Missouri State Rules 10 CSR 10-6.362, 
Clean Air Interstate Rule Annual NOx Trading Program, 10 CSR 10-6.364 Clean Air Interstate 
Rule Seasonal NOx Trading Program, and 10 CSR 10-6.366, Clean Air Interstate Rule SOx 
Trading Program, the State of Missouri issues this CAIR Permit. 
 
Installation Name:  AECI - Holden, ORIS Code: 7848 
Project Number: 2007-07-093  
Unit IDs: Units 1, 2, and 3 
Effective Dates:       through  
 
The permit application submitted for this source, as corrected by the State of Missouri 
Departmentof Natural Resources’ Air Pollution Control Program, Operating Permit Section, is 
attached.  The owners and operators of this source must comply with the standard requirements 
and special provisions set forth in this application. 
 
This CAIR Permit applies only to Units 1, 2, and 3 at AECI - Holden, plant 101-0051. 
 
This CAIR permit is effective for the five-year period shown above.  The designated 
representative must submit an application for renewal of this permit in conjunction with the 
operating permit renewal application. 
 

   

Date  Director or Designee, 
Departmentof Natural Resources 
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STEP 1 
Identify the source 
by plant name, State, and ORIS or 

facility code 

STEP 2 
Enter the unit lOtI 
for each CAm unit 
and Indicate to 
whichCAlR 
programs each unit 
Is subject (by 
placing an "X" In 
the column) 

STEP 3 
Read the atanderd 
requirements and 
the certlflcatlon, 
entertha name of 
theCAIR 
dealgnatad 
repnHMKdadve,and 
sign and date 

CAIR Permit Application RECEIVED 
Page 1 

(for sources covered under a CAiR SI~01 JUL - 5 PH I: 31 
For more Information, refer to 40 CFR 96.121, 98.122, 96.221~.[II!!:~ ,'!\!;?t.322 


CONTROL PG"I

Thla aubmlaalon Ie: x New 0 Revlaad 

Holdan Power Plant MO 007848 

Plant Name Stata ORlSIFacill
'-'-=c.:..=::.=____________-2.~~__..!:C~~::!!!II~~___ 

Unit 10# NO~Annuai NO~ Ozone Season 

I 
I 

I, 
I 

1 X X X 

2 X X X 

3 X X X 

Standard Requlrementa 

(a) Permit Reauiremeo!s. 
(1) The CAtR deslgnatad representallve of each CAIR NO" source, CAtR SO. source, and CAIR N~ 

Ozooa Season source (as appllcsble) required to have a IItIe V operating permit and each CAIR NOx 
unit, CAtR So. unIt, and CAtR ~Ozone Season unit (as applicable) required 10 have a tiUe V 
operating permit at the source shall: 

(I) Submit 10 the permltung autholily a complete CAtR pennlt application under §96.122, §96.222, and 
§96.322 (as applicable) In accordance with the deadlines llpeclltad In §96.121 , §96.221, and §96.321 (as 
applicable); and 

(iI) Submit In a timely manner any supplemantallnfotmation that the permitting authortty determines Is 
necessary In order to review a CAtR permit application and Issue or deny a CAIR permit. 

(2) The owners and operators of each CAIR NOx source, CAIR So. source, and CAIR NOx Ozone 
Season source (a8 applicable) required 10 have a tIIIa V operating permit and each CAIR NOx unit, CAIR 
So. unit, and CAlR NOx Ozone Season unit (as applicable) required 10 have a tlUe V operating permit at 
the source shall have a CAtR permit Issued by the permitting authotIly under subpart ce, cce. and 
CCCC (as applicable) of 40 CFR part 96 for the source and operate the source and the unit in 
compliance with such CAIR permit. . 

(3) Except as provided In subpart II, III, and 1111 (as applicable) of 40 CFR pert 96, the owners and 
operators of a CAlR NO" source, CAiR S02 source, and CAIR NOx Ozooe Season source (as 
applicsble) that Is not otherwise required 10 have a tIIIe V opereUng permit and asoh CAlR NOx unit, 
CAIR So. unit, and CAtR NOx Ozone Season unit (as applicable) that Is not otherwise required 10 have a 
title V operating permit are not required to submit a CAIR permit application, and to have a CAIR permit, 
under subpart CC, CCC, and CCCC (as applicable) of 40 CFR part 96 for such CAIR NOx source, CAIR 
S02 source, and CAIR NOx Ozone Season source (all applicable) and such CAIR NOx unit, CAIR SO. 
unIt, and CAiR NOx Ozone Season unit (as applicable). 
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STEP 3. 
continued 

CAIR Permit ApplicationIHolden Power Plant Page 2 
Plant Name (from Step 1) 
(b) Monitoring. rePortlno. and recordkeeolno reoulremenl!!. 

(1) The owners and operators, and the CAlR designated representative, of each CAIR NO" aource, 
CAIR so. aouroe, and CAIR NO" Ozone Seaaon source (as applicable) and each CAIR NO" unit, CAIR 
So. unit, and CAiR NO" Ozone Seaaon unit (as applicable) at the source shall comply with the 
monltor1ng, reporting, and recordkeeplng requirements of subparts HH, HHH, and HHHH (as applicable) 
of 40 CFR part 96. 

(2) The emisSions measurements recorded and reported In eccordance with subparts HH, HHH, and 
HHHH (as applicable) of 40 CFR part 96 shall be used to detarmlne compliance by each CAIR NO" 
source, CAlR So. souros, and CAlR NO" Ozone Season source (as applicable) with the CAIR NO" 
emissions Ilmltatlon, CAIR SO. emissions limitation, and CAIR NO. Ozone Season emissions limitation 
(as applicable) under paragraph (c) of §96.106, §96.206, and §96.306 (as appllcable~ 

(c) Nitrogen oxides emissions reov1remeots. 
(1) As of the alIowanos lransferdeadllne for a conlrol period, the owners and operators of each CAIR 

NO. source and each CAlR NOx unit at the source shall hold. In the source's compltance account, CAIR 
NO. allowancas available for compliance deductions for the control pe!lod under §96.154(a) In an 
amount nolless than the tons of total nl!rOgen oxIdea emissIOns for the conlrol period from all CAIR NOx 
units at the aouroe, as detarmlned In accordance with subpart HH of 40 CFR part 96. 

(2) A CAIR NO. unit shall be subject to the requirements under paragraph (c)(1) of §96.106 for the 
conIrol period starllng on the later of January I, 2009 or the deadline for meeting the unlfs monitor 
certlf1catlon requlrements under §96.170(b)(1). (2). or (5) and for each control period thereafter. 

(3) A CAlR NO" allowance shall not be deducted, for compUanos with the requirements under 
paragraph (c)(1) of§96. 106. for a control period In a calendar year before the year for which the CAIR 
NO" allowance was allocated. 

(4) CAIR NOx allowances shall be held In, deducted from, or transferred Into or among CAIR NO" 
Allowance Tracking System accounts In accordance with subperts FF, GG, and II of 40 CFR part 96. 

(5) A CAIR NO" allowance Is a Imlted authorization to emit one ton of nitrogen oxIdas in accordance 
with the CAIR NO" Annual Trading Program. No provision of the CAlR NO" Annual Trading Program. the 
CAIR permit appllcelion, the CAlR permit, or an exemption under §96.1 05 and no provision of law shall 
be construed to limit the authority of the Sleta or the United Sletas to terminate or amlt such 
authorlzaUon. 

(6) A CAlR NO. allowance dcas not constitute a properly right. 
(7) Upon reoordallon by the AdmInistrator under subpart EE, FF. GG, or II of 40 CFR part 96, every 

allocation, transfer. or deducRon of a CAlR NOx allowance to or from a CAlR No,. source's compliance 
account Is Incorporated automatically In any CAIR permit of the source thetlncludes the CAIR NO" unit. 

Sulfur dloxlde emission racu!remenls, 
(1) As of the allowance transfer deadline for a control per1od, the owners and operators of each CAIR 

So. source and each CAIR SO. unit at the source shall hold, In the source's compliance account, a 
tonnage equivalent of CAiR SO. allowances available for compllanos deductions for the control per10d 
under §96.254(a) and (b) not less than the tons of total sulfur dioxide emissions for the control period 
from all CAiR So. units at the source, as determined In acoordance with subpart HHH of 40 CFR part 96. 

(2) A CAIR S02 unit shall be subject to the requirements under paragraph (c)(1) of §96.206 for the 
control period slarllng on the later of January 1.2010 or the deadline for meeting the unifs monitor 
certification requirements under §96.270(b)(1). (2), or (5) and for each control per10d thereafter. 

(3) A CAIR SO. allowance shall not be deducted, for compliance with the requirements under 
paragraph (c)(1) of §96.206, for a control period In a calendar year before the year for which the CAIR 
SO. allowance was allocated. 

(4) CAlR So. allowancas shall be held In, deducted from. or transfenred Into or among CAlR So. 
AllOWance Tracking System accounts In accordance with subparts FFF, GGG, and III of 40 CFR part 96. 

(5) A CAlR so. allowance Is a limited authorization to emit sulfur.dioxide In accordance with the CAIR 
so. Trading Program. No proviston of the CAlR So. Trading Program, the CAlR permit application, the 
CAIR permit, or an exemption under §96.205 and no provision of law shall be construed to limit the 
authority of the State or the United States to terminate or limit such authorization. 

(6) A CAlR so. allowance does not constitute a property right. 
(7) Upon recon:lallon by the Administrator under subpart FFF, GGG, or III of 40 CFR part 96, every 

allocation, transfer. or deduction of a CAIR So. allowance to or from a CAIR So. source's compliance 
account Is Incorporated automatically In any CAIR permit of the source that Includes the CAIR SO. unit. 
Nltrooen OXides ozone season emissions reoulrements. 

(1) As of the allowance transfer deadline for a control period, the OYIIlers and operators of each CAIR 
NO" Ozone Season source and each CAIR NO. Ozone Season unit at the source shall hold. In the 
source's compnance account, CAIR NO" Ozone Season allowances available for compliance deductions 
for the control period under §96.354(a) In an amount not less than the tons of totsl nitrogen oxides 
emissions for the control period from all CAlR NO. Ozone Season unlls at the source. as detarmined In 
accordance with subpart HHHH of 40 CFR pert 96. 

(2) A CAiR NOx Ozone season unit shall be subject to the requirements under paragraph (c)(1) of 
§96.306 for the control periOd starllng on the tater of May 1. 2009 or the deadline for meeting the unit's 
monitor cerlllication requlraments under §96.370(b)(I), (2). (3) or (7) and for each control period 
thereafter. 

(3) A CAIR NOx Ozone Season allowance shall not be deducted, for compliance with the requirements 
under paragraph (c)(1) of §96.306. for a control period In a calendar year before the year for which the 
CAIR NO. Ozone Season allowance was allocated. 

(4) CAIR NO" Ozone Season allowances shall be held In. deducted from. or transferred Into or among 
CAIR NO" Ozone Season Allowance Tracking System accounts In accordance with subparts FFFF. 
GGGG. and 1111 of 40 CFR pert 96. 

(5) A CAIR NO. allowance Is a limited authorization to emit one ton of nitrogen oxides In accordance 
with the CAIR NO" Ozone Season Trading Program. No provision of the CAIR NO" Ozone Season 
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STEP 3. 
continued 

CAIR PennI! Application 

I
Holden Power Plant Page 3 
!"lant Name (1'n:Jm Step 1) 

Trading Program. the CAlR pennI! appllcallon, the CAlR permit, or an exempllon under §96.305 and no 
provision of law Ihall be OOIlIlrued In Ilmilthe authority of the SIaIe or the United SIatel In tannlnale or 
IImltlUCh authorization. 

(6) A CAlR NO~ allowance does not constitute a property righl 
(7) Upon recordation by the Adminlllralor under IUbpart EEEE, FFFF, GGGG, or nil of 40 CFR part 

96. every allocation, tralllfer, or deduction of a CAIR NOx Ozone Season allowance to or from a CAIR 
NOx Ozone Season source's COfI1)llance account Is incorporated aufnmatlcally In any CAlR pennlt of the 
source. 

(d) ExoaslI §!Tllulons requments. 

If a CAIR NOx source emits nitrogen oxides during any control period In excess of the CAIR NOx 

emissions limitation, then: 


(1) The ownenI and operalOnJ of the source and eaCh CAIR NOx unit at the source shall IUrrender the 
CAIR NOx allowances required for deduction under §96.154(d)(1) and pay any flne, penalty, or 
assessment or comply wHh any other remedy Imposed, for the same violations. under the Clean AIr Act 
or applicable State law; and 

(2) Each ton of such excess emissions and each day of IUch control period shall constitute a seperate 
violation of thl$ IUbpart. the Clean AIr Act., and applicable Slate law. 

If a CAIR so. source emits IUlfur dloldde during any control period In excess of the CAIR S02 emissions 
Ilmitetlon, then: 

(1) The owners and operalOnJ of the source and each CAlR SOa unit at the source shan surrender the 
CAIR S02 allowances required for deduction under §96.254(d)(1) and pay any fine, penally, or 
assessment or comply with any other remedy Imposed, for the II!IITlII violations, under the Clean Air Act. 
or applicable State law; and 

(2) Each ton of such excess emissions and each day ofsuch control period shaH constitute a separate 
violation of this subpart. the Clean AIr Act., and applicable Stele law. 

If a CAIR NOx Ozone Season source emUs nitrogen oxfdes during any control period In excess of the 
CAIR NOx Ozone Season eml&slons limitation, then: 

(1) The owners and aperalOnJ of the source and each CAIR NOx Ozone Season unit at the source 
shall surrender the CAlR NOx Ozone Season allowances required for deduction under §96.354(d)(1) and 
pay any line. penalty. or assessment or comply with any other ramedy Imposed, for the same violations. 
under the Clean Air Act. or applicable Stele law; and 

(2) Each ton ofsuch excess emissions and each day of such control period shall constltule a separate 
vloiallon of this IUbpart,the Clean AIr Act. and applicable Slate law. 

(e) RecooIlseeDina and Beoorting Regujremenl&, 
(1) Unless oIhsrwlse providad, the owners and operalnrs of the CAIR NOx source, CAIR S02 source, 

and CAIR No" Ozone Season source (as applicable) and each CAlR NO. unit, CAlR SO. unit, and CAIR 
NOx Ozone Season unit (as applicable) at the source shall keep on slle at the source each of the 
foIlQl!lllng documenl& for a period of 5 years from the date the document Is created. This period may be 
extended for cause, at any time before the end of 5 years. In wrlUng by the pennIItIng authority or the 
Administrator. 

(I) The certificate of representation under §96.113, §96.213, and §96.313 (as applICable) for the CAIR 
daslgnated repAlsentalive for the souroe and each CAIR NO. unit. CAIR sOa unit. and CAIR NOx Ozone 
Season unit (as applicable) at the source and all documents that demOnstrate the truth of the statements 
In the certificate of reprasentalion; provided that the certiflcate and documents shall be retelned on site at 
the source beyond such 5-year period until such documenl& are superseded beCause of the submission 
of a naw certillcate of represenlatlon under §96.113, §96.213. and §96.313 (as appllceble) changing the 
CAIR designated representative. 

QI) All emissions monitoring Information. In accordance with subparts HH, HHH. and HHHH (as 

appIlceble) of 40 CFR part 96. provided that to the extent thai subparts HH. HHH, and HHHH (as 

applicable) of 40 CFR part 96 provides for a 3-year period for recordkeeplng, the 3-year period shall 

apply. 

(III) Copies of all reports. compliance certifications, and other submissions and all records made or 
required

undar the CAIR NOx Annual Tradlng Program, CAIR SO, Trading program. and CAIR NOx Ozone 

Season Trading Program (as appUcable). 


(Iv) Copies of all documents used 10 complete a CAlR penni! application and any other submission 
under the CAlR NO. Annual Trading Program. CAIR S02 Trading Program, and CAIR NO. Ozone 
Season Trading Program (as applicable) or In demonstrate compliance with the requlremenl& of the 
CAIR NOx Annual Trading Program, CAlR S02 Trading Program. and CAlR NOx Ozone Season T1'8dlng 
program (as applicable). 

(2) The CAIR designated representellve of a CAlR No" source, CAIR sOa source, and CAIR NOx 
Ozone Season source (as applicable) and eaCh CAIR NOx unit, CAlR S02 unit, and CAlR NOx Ozone 
Season unit (as applicable) althe source shalllUbmltthe reports required under the CAlR NO. Annual 
Trading Program, CAlR so.. Tredlng Program, and CAIR NOx Ozone Seaaon Trading Program (as 
applicable) Including those under subparts HH, HHH, and HHHH (as applicable) of 40 CFR part 96. 
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Plant Name (from Slep 1) 

STEP 3. (f)~ 
continued (1) Each CAlR NOx eource, CAlR S02 $Ource, and CAlR NOx Ozone Season 80Urce (as applicable) 

and each NOx unit, CAlR S~ unit, and CAlR NOx Ozone Season unlt (as applicable) ehall meet the 
reQuirements d the CAlR NO. Annual Trading Program, <::AIR S~ Trading Program, and CAiR NOx 
Ozone Season Trading Program (a8 applicable). 

(2) Any provision dthe CAlR NOxAnnual Trading Program, CAlR so. Trading Program, and CAIR 
NOx Ozone Season Trading Program (as appllcabte) thet applies to a CAIR NOx aource, CAIR 8~ 
souroe, and <::AIR NOx Ozone Season source (as appUcabte) or the CAiR designated repreaentatlve of a 
CAIR NOxsouroe, CAlR so. source, and CAIR NOx Ozone Season 80Urce (as applicable) shall al80 
apply to the ownere and operatore of such source and d the CAlR NOx units. <::AIR so. units, and CAlR 
NO. Ozone Season units (as appllcabte) at the source. 

(3) Any pItMaIon oftha CAiR NOxAnnual Trading Program, <::AIR S~ Trading Program. and <::AIR 
NOx Ozona Season Trading Program (as applicable) that applies to a CAIR NOx unit, <::AIR SO! unit, and 
CAIR NOx Ozone Season unit (as applicable) or the CAIR designated representatlve of a CAiR NOx unit, 
CAlR S~ unit. and CAlR NOx Ozone Season unit (lIS applicable) shall also apply to the ownera and 
operalora d such unit. 

(g) EfI'Ict on Other AUIIJorltlg. 
No proVision d the CAlR NO. Annual Trading Program. CAlR so. Trading Program, and CAlR NOx 
Ozone Season Trading Program (lIS applicable), a CAlR permit application, a <::AIR permit, or an 
exempllon under 5 96.105, 596.205, and 596.305 (aa applicable) shall be construed lIS exempting or 
excluding the owners and operators, and the CAlR designated reprlilSentaUve, of a CAlR NO. sourc:e, 
CAIR 80a souroe, and CAlR NO. Ozone Season souroe (as applicable) or CAlR NOx unit. CAiR SO! 
unit. and CAlR NOx Ozone Season unit (as applicable) from compliance with any other provision of the 
appllcabte. approved state Implementation plan, a federally enforc:eable pennIt, or the Clean Air Act 

Certification 

I am authorlmd to make this submission on behalf of the owners and operatore of the sourc:e or units for 
which the submlsslon Is made. I certify under penalty of law that I have pensonally examined. and am 
familiar with. the statements and Information eubmltted In thIs cIocurnent and aU Its attachments. Based 
on my Inquiry of those Individuals with primary responslblHty for obtaining the InformaUon. I certifY that the 
statements and Informallon are to the best d my knowledge and belief true. accurate, and complete. I am 
awara thet !hera ara slgniflcant panallies for submitting false statements and Information or omHting 
required statements and Information, includIng the poeslblllty d fine or Imprisonment. . 

June 27. 2007 
Dale 
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STATEMENT OF BASIS 

 
Permit Reference Documents 
These documents were relied upon in the preparation of the operating permit. Because they are not 
incorporated by reference, they are not an official part of the operating permit. 
 
1) Part 70 Operating Permit Application, received October 7, 2002; 
2) 2007 Emissions Inventory Questionnaire, received June 16, 2008; and 
3) U.S. EPA document AP-42, Compilation of Air Pollutant Emission Factors; Volume I, Stationary 

Point and Area Sources, Fifth Edition. 
4) Construction Permit Number:  022001-014, Issued February 26, 2001 
5) Construction Permit Number:  012002-006, Issued January 9, 2002 
6) Amendment to Construction Permit:  022011-014A, Issued September 18, 2003 
 
Applicable Requirements Included in the Operating Permit but Not in the Application or Previous 
Operating Permits 
 
None. 
 
Other Air Regulations Determined Not to Apply to the Operating Permit  
The Air Pollution Control Program (APCP) has determined the following requirements to not be 
applicable to this installation at this time for the reasons stated.   
 
10 CSR 10-3.060, Maximum Allowable Emissions of Particulate Matter From Fuel Burning Equipment 
Used for Indirect Heating is applicable to emission units EU0050 Fuel Oil Heater (EP05) and EP06 Fuel 
Gas Heater but with PM emission rates of 0.25 lbs/hr and 0.11 lbs/hr the two emission units are always 
in compliance with the 0.54 lbs/hr limit. 
 
10 CSR 10-6.100, Alternate Emission Limits 
This rule is not applicable because the installation is in an ozone attainment area. 
 
10 CSR 10-6.220 Restriction of Emission of Visible Air Contaminants is applicable to EU0050 Fuel Oil 
Heater (EP05) but the heater has an estimated PTE of 0.25 lbs PM/hr and is assumed to always be in 
compliance with the 20% standard. The regulation is also applicable to EP06 Fuel Gas Heater which has 
an estimated PTE of 0.11 lbs PM/hr and is also assumed to always be in compliance with the 20% 
standard. 
 
10 CSR 10-6.260, Restriction of Emission of Sulfur Compounds 
This rule is not applicable to EU0010, EU0020, or EU0030, which are exempt per 10-6.260(1)(A)(1).  
This rule is not applicable to EP06, which is exempt per 10-6.260(1)(A)(2). 
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10 CSR 10-6.360, Control of NOx Emissions From Electric Generating Units and Non-Electric 
Generating Boilers 
This rule is not applicable because the installation in located in Johnson county and exempt per 10-
6.360(1)(A). 
 
10 CSR 10-6.400, Restriction of Emission of Particulate Matter From Industrial Processes 
This rule is not applicable to this installation because the PTE of each of the applicable emission units is 
below one-half (0.5) pounds per hour and is exempt per 10-6.400(1)(B)11. 
 
Construction Permit Revisions 
 
Construction Permit 022001-014, Special Conditions: 
Special Condition 1 contains a stricter sulfur content limit than NSPS GG for fuel oil. The permittee 
shall not exceed 0.05% sulfur content within the fuel oil burned in emission units EU0010, 
EU0020, and EU0030 as specified within the construction permit. When burning natural gas the 
permittee shall not exceed the 0.8% sulfur content specified within NSPS GG. 
 
The initial compliance testing requirements of Special Condition 15 were not included in the operating 
permit because they have already been completed. 
 
Construction Permit 012002-006, Applicable Requirements II. 
This section incorrectly lists the 3.0 MMBtu/hr fuel oil heater as EP-6.  In order to maintain consistency 
with the other sections of the construction permit and this operating permit, the 3.0 MMBtu/hr fuel oil 
heater is designated as EU0050/EP05. 
 
New Source Performance Standards (NSPS) Applicability 
 
40 CFR Part 60, Subpart Kb - Standards of Performance for Volatile Organic Liquid Storage Vessels 
(Including Petroleum Liquid Storage Vessels) for Which Construction, Reconstruction, or Modification 
Commenced After July 23, 1984 
The 1.5 Million Gallon Number 2 Fuel Oil Storage Tank (EP04) is not applicable to subpart Kb 
requirements per §60.110b(b).  The maximum true vapor pressure of number 2 fuel oil was calculated 
using Table 7.1-2 of AP-42 and NOAA temperature data as 0.11 kPa. 
 
40 CFR Part 60, Subpart GG - Standards of Performance for Stationary Gas Turbines. 
The provisions of this subpart apply to EU0010, EU0020, and EU0030. 
 
Emission Limit Calculation per §60.332(a)(1): 
 
 Natural Gas Combustion: 
 
 STD = 0.0075*(14.4/Y) + F         
 
 Y = 1406 MMBtu/hr * 106 Btu/MMBtu * 1055.1 J/Btu * 1 KJ/1000 J ÷ 1.21 x 108 Watts 
 
     = 12.26 KJ/watt-hr 
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 STD = 0.0075*(14.4/12.26) 
 
         =  0.0088% or 88 ppmv 
  
 Fuel Oil Combustion: 
 
 STD = 0.0075*(14.4/Y) + F         
 
 Y = 1288 MMBtu/hr * 106 Btu/MMBtu * 1055.1 J/Btu * 1 KJ/1000 J ÷ 1.21 x 108 Watts 
 
     = 11.23 KJ/watt-hr 
 
 STD = 0.0075*(14.4/11.23) 
 
         =  0.0096% or 96 ppmv 
 
Heat input and combustion turbine output @ ISO data for the above calculations were taken from 
Holden Power Plant’s Operating Permit Application Emission Unit Information Section (FORM OP-
D03) received October 7, 2002, by the Missouri Departmentof Natural Resources Air Pollution Control 
Program. 
 
40 CFR Part 60, Subpart IIII - Standards of Performance for Stationary Compression Ignition Internal 
Combustion Engines is not applicable because the fire pump was constructed prior to July 11, 2005. 
 
40 CFR Part 60, Subpart KKKK - Standards of Performance for Stationary Combustion Turbines is not 
applicable because the turbines were constructed prior to February 28, 2005. 
 
Maximum Available Control Technology (MACT) Applicability 
 
40 CFR Part 63, Subpart YYYY - National Emission Standard for Hazardous Air Pollutants for 
Stationary Combustion Turbines is not applicable to HAP area sources. 
 
40 CFR Part 63, Subpart ZZZZ – National Emission Standard for Hazardous Air Pollutants for 
Stationary Reciprocating Internal Combustion Engines is not applicable because the fire pump was 
constructed prior to June 12, 2006. 
 
National Emission Standards for Hazardous Air Pollutants (NESHAP) Applicability 
 
None. 
 
Compliance Assurance Monitoring (CAM) Applicability 
 
40 CFR Part 64, Compliance Assurance Monitoring (CAM) 
The CAM rule applies to each pollutant specific emission unit that: 
 Is subject to an emission limitation or standard, and 



Holden Power Plant Part 70 Operating Permit  SB-4 
Installation ID: 101-0051 Project No. 2002-07-145 

 

 

 Uses a control device to achieve compliance, and 
 Has pre-control emissions that exceed or are equivalent to the major source threshold. 
 
40 CFR Part 64 is not applicable because none of the pollutant-specific emission units uses a control 
device to achieve compliance with a relevant standard. 
 
Other Regulatory Determinations 
 
10 CSR 10-6.350, Emission Limitations and Emissions Trading of Oxides of Nitrogen. 
Holden Power Plant is currently subject to 10 CSR 10-6.364 Clean Air Interstate Seasonal NOX Trading 
Program and is therefore not subject to Sections 3, 4, or 5 of 10 CSR 10-6.350.  If for any reason, 
Holden Power Plant is no longer subject to the requirements of 10 CSR 10-6.364 then they will be 
subject to 10 CSR 10-6.350 in it’s entirety.  Holden Power Plant is still subject to 10 CSR 10-6.350 
Sections (1) Applicability and (2) Definitions, however, those sections require no actions of the source. 
 
Other Regulations Not Cited in the Operating Permit or the Above Statement of Basis 
 
Any regulation which is not specifically listed in either the Operating Permit or in the above Statement 
of Basis does not appear, based on this review, to be an applicable requirement for this installation for 
one or more of the following reasons:  
1. The specific pollutant regulated by that rule is not emitted by the installation; 
2. The installation is not in the source category regulated by that rule;  
3. The installation is not in the county or specific area that is regulated under the authority of that rule;  
4. The installation does not contain the type of emission unit which is regulated by that rule; 
5. The rule is only for administrative purposes. 
 
Should a later determination conclude that the installation is subject to one or more of the regulations 
cited in this Statement of Basis or other regulations which were not cited, the installation shall determine 
and demonstrate, to the Air Pollution Control Program's satisfaction, the installation's compliance with 
that regulation(s).  If the installation is not in compliance with a regulation which was not previously 
cited, the installation shall submit to the Air Pollution Control Program a schedule for achieving 
compliance for that regulation(s). 
 
Prepared by: 
 

Alana L. Rugen 
Environmental Engineer 
 



 

 

CERTIFIED MAIL:  70073020000315696360 
RETURN RECEIPT REQUESTED  
 

Mr. Gary Furks  
AECI - Holden 
2814 S. Golden 
P. O. Box 754 
Springfield, MO  65801-0754 
 

Re: AECI - Holden, 101-0051; Permit Number: OP2010-029 
 

Dear Mr. Furks: 
 

Enclosed with this letter is your Part 70 operating permit.  Please review this document carefully.  
Operation of your installation in accordance with the rules and regulations cited in this document is 
necessary for continued compliance. It is very important that you read and understand the requirements 
contained in your permit. 
 

You may appeal this permit to the Administrative Hearing Commission (AHC), P.O. Box 1557,            
Jefferson City, MO 65102, as provided in RSMo 643.075.6 and 621.250.3.  If you choose to appeal, you 
must file a petition with the AHC within thirty days after the date this decision was mailed or the date it 
was delivered, whichever date was earlier.  If any such petition is sent by registered mail or certified mail, 
it will be deemed filed on the date it is mailed.  If it is sent by any method other than registered mail or 
certified mail, it will be deemed filed on the date it is received by the AHC. 
 

If you have any questions or need additional information regarding this permit, please do not hesitate to 
contact Alana Rugen at the Departments’ Air Pollution Control Program, P.O. Box 176, Jefferson City, 
MO 65102, or by telephone at (573) 751-4817.  Thank you for your time and attention to this matter. 
 

Sincerely, 
 

AIR POLLUTION CONTROL PROGRAM 
 

 
 
Michael J. Stansfield, P.E. 
Operating Permit Unit Chief 
 

MJS:ark 
 

Enclosures 
 

c: Ms. Tamara Freeman, US EPA Region VII 
 Kansas City Regional Office 
 PAMS File: 2002-07-145




