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DEC-B3-2868
,Attachment 4 o
i 3 MISSOURI DEPARTMENT OF NATURAL RESOURCES

P.82

INSPECTOR'S NAME

" KANSAS CITY REGIONAL OFFICE ,
=t 500 NE COLBERN ROAD - . VIOLATION
'?ﬁﬁH @ij - LEE’S SUMMIT, MO 64086 NOEE/NOV#
PHONE: 816.622.7000 FAX: §16.622.7044 . . : : : '
DATE OF STAGE 1 INSPECTION DATE OF STATIC PRESSURE TEST DATE OF PV BENCH TEST |
. , ‘
FACILITY NAME ' OWNER/OPERATOR NAME CORPORATE CONTACT PERSON
FACILITY ADDRESS ' | OWNER/OPERATOR ADDRESS CORPORATE ADDRESS
ciITY - _ CITY E ey
zip . bald o ziP
TELEPHONE # : T TELEPHONE ¢ - : ‘ | TELEPHONE #
INAME OF MANAGER TYPE OF STAGE { SYSTEM STVR# COUNTY
. (JTWO POINT [JPOPPETED COAXIAL ] MANIFOLDED |
TANKS > 2000 GALLONS : SAT | ¢ | Na | TANKS>250 GALLONS BUT <2000 GALLONS | sar | &N [ va
| STAGE | EQUIPPED . 11 V1T [ vAPOR TIGHT FILL PORT.CAP ' 1
. DROP FILL TUBE , B "1 | [] | pbroP FILL TUBE < 6” FROM BOTTOM OF TANK [ ]
DROF FILL TUBE < 6™ FROM BOTTOM QF TANK (11 07 1] | sunmercep Py 7 . L .
FILL PORT CAP [ VINT PIPES 2 12 FEET ABOVE GRADE _ _
FILLPORT COLLAR . - ' [ (1 | [] | vENTPIPES> 2 INCHES IN DIAMETER | i
{ TANK VENTS PIPES 3 12 FEET ABOVE GRADE B "1 ][] | PRESSURE/VACUUM VALVES ON VENT PAPES 1
TANK VENTS PIPES 2 2 INCHES ID IN DIAMETER ' i - | SYSTEM VAPOR TIGHT N 1
PRESSURE/VACUUM VALVES ON VENT PIFES HEEREEN ' -
SPILL BUCKET DRAIN VALVE ’ N RN
SYSTEM VAPOR TIGHT ] ] T >
(TWO POINT SYSTEM) =
POFPET VALVE . LT L
VAPOR PORT CAP T L N
VAPOR PORT PIPE ' A L RN
SUBMERGED FILL ON REMOTE FILL PIPING’ ' REEREEn
(COAXIAL SYSTEM)
FILL PORT CAP ) ' ]
DROF FILL TUBE , B -
POPPETED COAXIAL SYSTEM [ ] 1| |
INSPECTOR'S COMMENTS:
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