
Sample Results 

Client: City of Camdenton 
Attn: Rill Jeffries 
437 W US HWY 54 
Camdenton. MO 65020 

Lab Number: 16010528 
Sample Description: Mulbeny Well Outfall# I 

Analysis 
T richlorocthene 

Concenlrution 
29.8 

/\nalysis 
Datefl'ime 
Prepared 

Dateffime 
Analyzed 

Units 
µg/L 

QC 
Batch 

Page: 2 

Date Reported: 0I/14/2016 
Dale Received: 0I/12/2016 
Pace File No: 7074 
Pace Order No: 130781 

Date Sampled: 0l/l l/2016 
Time Sampled: I 300 

Dilution 
Factor 
l.0 

LOQ 
0.5 

Book/Page 
7464/202 

Inst. 
Batch Analyst Method(s) 

T iich!oroethene N/ A 01/13/16 1722 IMS5013 !MS5013 RKR 524.2 
524.2 Volatile Analysis Prepara lion Method 

peAna/yticat" 

' 

Conclusion of Lab Number: 16010528 

Pace /\11alytical Service.~, Inc. 
525 N. Eighth St.· Salina, KS 67401 

785-827-1273 800-535·3076 Fnx 785-823-7830 

EIVED 

0 ,'} 2016 



• 
JANUARY 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

SET SUSP. SOLIDS SETTLEABILITY SLUDGE 
D~ SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 
mg mill mgn ml/I DRY WT.) 

Mulberry well 

TEMP RAIN 
'F .•c AND 

WEATHER 

1 180,000 GALLJNS PUJI PED TO W?\STE 5 mDURS AT 60013PM 

2 

3 

4 180,000 ~ALLDNS PUr.'PED TO W~STE 5 H(JURS AT 600C¾PM 

5 

6 180,000 GALLJNS PUfl PED TO W?\STE 5 HOURS AT 6001:lPM 

7 

a 180,000 GALLJNS Pill PED TO WA.STE 5 H<DURS AT 600 GPM 

9 

.... 
::l 
0 
>, 

1: 
Ill 
E 
t g> 
(I)·-
0. u 

10 
i3 :g 

11 18 0 , 0 0 0 JALL )NS PUIV PED TO W \STE 5 H< URS AT 6 0 OOPM 

12 

13 180,000 GALL )NS PUIVPED TO W ~STE 5 HC URS AT 600C;PM 

14 

15 180,000 :;ALL1DNS PUMPED TO Wi\STE 5 HC URS AT 600<;PM 

16 

17 

1a 180,000 GALLONS Pill PED TO WA.STE 5 HOURS AT 60013PM 

19 

20 180,000 3ALLbNS PUJVPED TO Wr\STE 5 HCDURS AT'~ 600GPM 

21 

22 180 1 000 GALL:JNS pur, PED TO WMTE 5 HOURS AT 600c;PM 

23 

24 

25 180,000 GALLPNS PlJivPED TO W!\STE 5 HOURS AT 6001:lPM 

26 

27 180,000 3ALL )NS Plfl\'.PED TO W ~STE 5 HC URS AT 600ClPM 

28 

29 18 0 , 0 0 0 GALLbNS Pill PED TO WIA.STE 5 HI )URS AT 6 0 0 3PM 

30 

31 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton Jeffries 

437 W. Hwy 54 
Camdenton, Mo. 65020 

DE.c .. ··~,\t\/R 
Director of Public Works 

573-346-7293 

TESTS PERFORMED BY TITLE PHONE# DATE 

2,340,000 total gallons pumped 
TESTS PERFORMED BY TITLE PHONE# DATE 

75,484 average daily 
MO 780-1306 (7-01) 

pH 7.53 



Clienl: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

Lab Number: 16021932 
Sample Description: Mulberry Well 

Analysis 
Trichloroclhcne 

Sample Results 

Concentration 
25.0 

Units 
µg/L 

Dateffime DatcfI'ime 
Analysis Prepared Analvzcd 

T richlorocthenc NIA 02/29/16 1415 
Volatile Analysis Preparation Method 

QC 
Batch 

IMS5060 

Conclusion of Lah Number: 16021932 

~e Analytical"' 
I 
I 

Page: 2 o 7 znrn 
Date Reported: 03/01/2016 DEQ/S\/\/RCl 
Date Received: 02/25/2016 
Puce File No: 7074 
Pace Order No: 131665 

Date Sampled: 02/24/2016 
Time Sampled: 1316 

Dilution 
factor 
1.0 

Inst. 
natch 

IMS5060 

LOO 
0.5 

Analyst 

RKR 

P~c<: Analytical Services, !no. 

Book/Page 
7464/229 

Method(s} 

524.2 
524.2 

525 N. Eightl1 St. - Salina, KS 67401 

785-827-1273 800-535-3076 Fax 785-823-7830 



- \ 

Ff':BRUARY 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

SET SUSP. SOLIDS SETTLEABILITY SLUDGE 
D~ SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS, 
mg ml/I mgn ml/I DRY WT.) 

Mulberry well 

TEMP RAIN 
'F _ 'C AND 

!WEATHER 

1 180, 000 GALLbNS Pill PED TO Wtz.\STE 5 HbURS AT 600 GPM 

2 

3 180,000 PALLbNS PU!\ PED TO Wl!\STE 5 H<DURS AT 60011:lPM 

4 

s 180,000 GALLbNS PU!'i PED TO W[1l..STE 5 H1DURS AT 600 GPM 

6 

7 

a 180,000 GALLbNS Pill PED TO Wl!\STE 5 H1)URS AT 600 GPM 

9 

10 180,000 GALLbNS PUfl PED TO W/:\STE 5 H<DURS AT 600 1GPM 

11 

12 180,000 3ALLbNS PUIVPED TO W~STE 5 H<~URS AT 600 1[}PM 

13 

14 

1s 180,000 3ALLibNS PUIVPED TO WI\STE 5 HCDURS AT 600(GPM 

16 

11 180,000 GALLbNS PUlVPED TO WI\.STE 5 HC URS AT 6001~PM 

18 

19 180,000 PALLJNS PUii PED TO W?\STE 5 HOURS AT 600 1::PM 

20 

21 

22 180,000 GALLbNS PU!'iPED TO W1\STE 5 H(DURS AT 6009PM 

23 

24 180,000 f'.}ALLJNS PUIVPED TO W/:\STE 5 HOURS AT 6001;PM 

25 

26 18 0, 0 0 0 GALLONS Pm PED TO Wf.\STE 5 H<DURS AT 6 0 011:lPM 

27 

28 

29 180,000 GALLbNS Pill PED TO Wl/:\STE 5 HDURS AT 600GPM 

30 

31 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 

Camdenton, Mo. 65020 

RECEIVED 

U 7 2011; 

OEQ/5\:NR( ·: 
TESTS PERFORMED BY TITLE 

2,340,000 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY TITLE 

80,690 AVERAGE DAILY 
MO 780-1306 (7-01) 

PHONE# 

PHONE# 

pH 7.44 

/ 

DATE 

DATE 

'-
0 

I!! 
2 
(Jl 
Q) 
Ol 
'6 

co cri 



Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US IIWY 54 
Camdenton. MO 65020 

Lnb Number: 16031311 
Sample Dcse1iption: Mulbeny Well 

Arntlysis 
T richlorocthenc 

Sample Results 

;:'.{ECEIVED 

CoJJcenti:.ation 
26.9 

0 4 2lllfi 

Units 
µg/L 

Analysis 
Date(['imc 
Prepared 

Datcfl'ime 
Analyzed 

QC 
Batch 

Tiichlorocthcnc N/A 
Volatile Analysis Preparation Method 

~eAnaJyticat"' 

I 

03/18/16 1432 lMS5078 

Concll1~ionofLabNumber: 16031311 

Page: 2 

Dnlc Repo1ied: 03/21/2016 
Date Received: 03/17/2016 
Pace File No: 7074 
Pace Order No: 132078 

Date Sampled: 03/16/2016 
Time Sampled: 1145 

Dilution 
Factor 
1.0 

Inst. 
Balch 

lMS5078 

LQQ 
0.5 

Analyst 

RKR 

Pnoe Annl)1ionl Services, IM. 

13ook/Pagc 
7464/237 

Mcthod(s) 

524.2 
524.2 

525 N. Eighth St. - Solina, KS 67401 
735-827-12n 800-535-3076 Fnx ns-823-7830 



· MA'RCH 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

DO 
mgn 

SET SUSP, SOLIDS SETTLEABILITY 
SOLIDS RAW MIXED LIQUOR MIXED LIQUOR 

ml/I mg/I ml/I 

SLUDGE 
DISP. (LBS. 
DRY WT.) 

Mulberry well 

TEMP I RAIN 
.F. •c AND 

WEATHER 

2 180,000 GALL)NS PUf'. PED TO Wf!\.STE 5 H<DURS AT 6001GPM 

3 

4 180,000 13ALLPNS PtJlVPED TO W!\STE 5 H< 1URS AT 600GPM 

5 

6 

7 180, 000 GALL)NS Pill< PED TO W!\STE 5 H<DURS AT 600113PM 

8 

9 180,000 GALL)NS PU!VPED TO W~STE 5 H<DURS AT 600(GPM 

10 

11 180,000 GALL)NS PT.Jr,'PED TO W\STE 5 HCURS AT 600GPM 

12 

13 

14 180,000 GALLbNS Pill< PED TO W~STE 5 HOURS AT 600<GPM 

15 

16 180,000 GALLPNS PU!VPED TO WA.STE 5 HOURS AT 600 ;}PM 

17 

1s 180,000 GALL::>NS PUllPED TO WA.STE 5 H<DURS AT 6001}PM 

19 

20 

21 18 0, 0 0 0 GALLbNS Pill< PED TO Wl-\STE 5 Hl)URS AT 6 0 0 3PM 

22 

23 180,000 13ALL)NS PU!VPED TO W!\STE 5 H<URS AT 600GPM 

24 

25 180,000 GALLbNS PU!VPED TO W1\STE 5 HOURS AT 600:}PM 

26 

27 

2a 18 0 , 0 0 0 JALL )NS PtJlV PED TO W !\STE 5 HOURS AT 6 0 0<~PM 

29 

30 180,000 3ALLPNS PUIVPED TO Wl:\STE 5 H(iURS AT 6001WM 

31 

COMMENTS 

PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 

Camdenton, Mo. 65020 
TESTS PERFORMED BY TITLE PHONE# 

2,340,000 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY TITLE PHONE# 

75,484 AVERAGE DAILY 
MO 780-1306 (7-01) 

pH 7.37 
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Sample Results 

Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton. MO 65020 

Lab Number: 16041525 
Sample Description: Mulberry Well Outfall #1 

Analysis 
Trichloroethcne 

Concentration 
26.8 

Analvsis 
Datcrfime 
Prepared 

Daterrime 
Analyzed 

Units 
µg/L 

QC 
Batch 

Page: 2 

Date Reported: 04/26/2016 
Date Received: 04/21/2016 
Pace File No: 7074 
Pace Order No: 132729 

Dute Sampled: 04/20/2016 
Time Sampled: I 130 

RECEIVED 

MAY O 4 2016 

nEQ/S\NR-'.'J 

Dilution 
Factor 
1.0 

1QQ 
0.5 

Book/Page 
7464/249 

Inst. 
Batch Analyst Melhod(s) 

Trichloroethene N/A 04/25/16 1205 1MS5116 IMS5116 RKR 524.2 
524.2 Volatile Analysis Preparation Method 

~eAna/yticat· 
I 
I 

Conclusion of Lab Number: 16041525 

Pace Annlyticnl s~-rvices, Inc. 
525 N. Eighth St. - Salina, KS 67401 
785-827-1273 800-535-3076 Fax 785-823-7830 



APRIL 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

SET SUSP. SOLIDS SETTLEABILl1Y SLUDGE 
D~ SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 
mg ml/I mgn ml/I DRY WT.) 

Mulberry well 

RAIN 
;E~P AND 
F- C WEATHER 

1 180, 000 GALLONS PTJII PED TO Wi\.STE 5 HOURS AT 600 GPM 

2 

3 

4 180,000 3ALL)NS Pill/PED TO W1'.\STE 5 H(lURS AT 600GPM 

5 

6 180,000 K:}ALL)NS Pill PED TO Wi\STE 5 HOURS AT 600(';PM 

7 

a 180,000 GALLONS PTJII PED TO Wi\STE 5 H<DURS AT 600 GPM 

9 

10 

11 180,000 r;ALLIDNS PUMPED TO W,:\STE 5 HC URS AT 600(;PM 

12 

13 18 0 , 0 0 0 l;ALL ')NS PTJIII PED TO W \STE 5 HOURS AT 6 0 O<~PM 

14 

15 180, 000 }ALL )NS PUMPED TO W !\STE 5 HC URS AT 600<1PM 

16 

17 

1a 180,000 GALLONS PTJil,PED TO WA.STE S HOURS AT 600:;PM 

19 

20 18.0, 000 3ALL )NS PUIV PED TO W~STE 5 HOURS AT 600GPM 

21 

22 180,000 GALLPNS PUl)iPED TO Wl!\STE S HOURS AT 6001:;PM 

23 

24 

25 180,000 GALL)NS Pm<PED TO W~STE 5 HOURS AT 600 WM 

26 

21 180,000 }ALL1)NS PUMPED TO W~STE 5 HC URS AT 6000PM 

20 

29 180,000 GALLONS PTJII PED TO Wi\STE 5 H<DURS AT 600GPM 

30 

31 

COMMENTS 

PERMIT MO 0124389 RECEIVED /r~ 
City of Camdenton 

437 W. Hwy 54 

Camdenton, Mo. 
TESTS PERFORMED BY TITLE 

2,340,000 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY TITLE 

78,000 AVERAGE DAILY 
MO 780-1306 (7-01) 

Bill Jeffries 
Director of Public Works 
573-346-7293 

PHONE# DATE 

PHONE# DATE 

pH 7.41 



MAY 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

DO 
mgn 

SET SUSP. SOLIDS SETTLEABILITY SLUDGE 
SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 

mill mgn ml/I DRY WT.) 

Mulberry wen 

TEMP RAIN 
'F ·'C AND 

WEATHER 

2 180,000 K;ALLJNS Pill- PED TO W~STE 5 HOURS AT 600 :;PM 

3 

4 180,000 GALL )NS PUIVPED TO Wt\.STE 5 HC URS AT 600ClPM 

5 

6 180,000 GALLPNS PilllPED TO W~STE 5 H<bURS AT 600(~PM 

7 

8 

9 180,000 GALL)NS PUIVPED TO W~STE 5 H<mRS AT 600 'WM 

10 

11 180,000 GALL)NS PTWPED TO WASTE 5 HCURS AT 600<~PM 

12 

13 180,000 3ALL )NS PTWPED TO WASTE 5 HC URS AT 600<~PM 

14 

15 

16 180,000 GALLDNS PU!VPED TO W~STE 5 H<DURS AT 600GPM 

17 

18 180,000 GALLONS Pill PED TO W~STE 5 HOURS AT 600 }PM 

19 

20 180 1 000 GALLPNS PU!VPED TO W~STE 5 HC URS AT 600<~PM 

21 

22 

23 180,000 GALLbNS PUIVPED TO Wt\.STE 5 H<DURS AT 600<BPM 

24 

25 18 0 1 0 0 0 GALL JNS Pill- PED TO W~STE 5 HCDURS AT 6 0 0 3PM 

26 

21 18 0, 0 0 0 IGALL DNS PUMPED .TO W :\STE 5 HCiURS AT 6 0 OOPM 

28 

29 

30 180,000 3ALLbNS PUtvPED TO W~STE 5 HCDURS AT 600<BPM 

31 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY 

2,340,000 total gallons pumped 
TESTS PERFORMED SY 

75,484 average daily 
MO 780-1306 (7-01) 

TITLE /T... (!_ 

TITLE 

Bill Jeffries 
Director of Public Works 
573-346-7293 

PHONE# DATE 

PHONE# DATE 

pH 7.37 



Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

Lab Number: 16060728 
Sample Description: Mulberry Wall 

Analysis 
T1ichloroclhcnc 

Sample Results 

~oncentrntion 
26.3 

Units 
µg/L 

Datc/l'imc Datcffimc QC 
Analvsis Prepared Analyzed Bntch 

Trichlorocthene NIA 06/ I0/!6 1156 IMS5162 
Volatile Analysis Preparation Method 

Conclusion of Lab Number: 16060728 

Page: 2 

Dale Reported: 06/14/2016 
Dale Received: 06/09/2016 
Pace File No: 7074 
Pace Order No: 133743 

Date Sampled: 06/08/2016 
Time Sampled: 1145 

~ECEI\/ED 

,i/JL 1 11 lOHi 

DEO/S\/\/f-<O 

Dilution 
Factor 
1.0 

LOQ 
0.5 

Book/Page 
7464/266 

Inst. 
Butch Analyst Method(s) 

IMS5162 RKR 524.2 
524.2 

Pncc Anni yticnl Services, [nc. 
525 N. Eighth SL· St1lino, KS 67401 
785-827-1273 800-535-3076 Fox 785-823-7830 



'UNE 2016 
o\:,ERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALI<, 
ml/I 

SET SUSP. SOLIDS SETTLEABILITY 
D~ SOLIDS RAW MIXED LIQUOR MIXED LIQUOR 
mg ml/I mgn ml/I 

SLUDGE 
DISP. (LBS, 
DRY WT.) 

Mulberry well 

RAIN 
TEMP AND 
'F ·'C 

WEAlHER 

1 180,000 GALL'.)NS PID PED TO WASTE 5 HOURS AT 600 G)PM 

2 

3 180,000 18ALLDNS PUfl'PED TO W1'.1,.STE 5 HOURS AT 600 ;PM 

4 

5 

6 18 0, 0 0 0 GALL )NS PU!'- PED TO W~STE 5 H<DURS AT 6 0 01 :;pM 

7 

a 18 0, 0 0 0 GALLbNS PU!'- PED TO WA.STE 5 Hl)URS AT 6 0 0 t:;PM 

9 

10 180,000 GALL'.)NS Pt.JII PED TO W1'.1,.STE 5 HOURS AT 600 3PM 

11 

12 

13 18 0, 0 0 0 i}ALLiPNS PUMPED TO W fi.STE 5 HC URS AT 6 0 0GPM 

14 

15 180,000 :3ALL)NS PUfv'.PED TO W-\STE 5 HCURS AT 600<;PM 

16 

17 18 0, 0 0 0 :3ALL !)NS PON. PED TO W -\STE 5 HCDURS AT 6 0 0GPM 

18 

19 

20 180,000 3ALL)NS PUivPED TO Wc\.STE 5 H( URS AT 600GPM 

21 

22 180,000 GALLDNS PU!'- PED TO W~STE 5 H<DURS AT 6001:;PM 

23 

24 180,000 GALL)NS PUfVPED TO WA.STE 5 HOURS AT 6001~PM 

25 

26 

27 18 0, 0 0 0 r;ALL !)NS F(J.M PED TO W i'i.STE 5 HOURS AT 6 0 0C:PM 

28 

29 180,000 GALLPNS PlJII PED TO WA.STE 5 HOURS AT 600 3PM 

30 

31 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton 
~ · 15. I 1p)tc?!j 

Bill Jeffries 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY 

2,340,000 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY 

78,000 AVERAGE DAILY 
MO 780-1306 (7-01) 

TITLE 

TITLE 

Director of Public Works 
573-346-7293 

PHONE# DATE 

PHONE# DATE 

pH 7.5 
f"),1,:::::\ _,_·.·~n· II.IL,,~;:.. ;-'l,1AnD ,.,,.,...,,.,,,..-,;1,.,,,.oc:7 ,.,.,,," //,.:, . ...., ·ul I ,.., ,,.Ji-~-·- 11.1.111/,,p. v-n,f). 



Client: City or Camdenton 
/\Un: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

Lab Number: 16070592 
Sample Duscription: Mulburry Well 

Analysis 
Triuhloroethenu 

Sample Results 

Concentration 
28.8 

Units 
µg/L 

Analysis 
Datcfrime 
Prepared 

Datcfl'imc QC 
Analyzed Balch 

Triuhloroethene NIA 
Yolatifo Analysis Preparation Method 

~eAnatyticat"' 

I 

07/13/16 1538 l MSSl 95 

Conclusion of Lab Number: 16070592 

Page: 2 

F~ECE:1\/E[i 

AUG t 15 1.ll Iii 

Date Reported: 07/14/2016 DEQ/SWRO 
Date Received: 07/12/2016 
Pace File No: 7074 
Pace Order No: 134373 

Date Sampled: 07/11/2016 
Time Sampled: 1243 

Dilution 
Factor 
1.0 

lnsl. 
Batch 

1MS5195 

LQQ 
0.5 

Analyst 

RKR 

Puce A11alylfo:1I Services, Inc. 

Book/Page 
7464/283 

Mcthod(s) 

524.2 
524.2 

525 N. Eighth St. • Salina, KS 67401 
785-827-127'.l 800-535-3076 Fnx 785-823-7830 



: JULY 20116 Mulberry well 

OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK 
ml// 

SET SUSP. SOLIDS SETTLEABILITY SLUDGE 
~~I SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP (LBS, 

g mill mg/I ml/I DRY WT.) 

RAIN 
;E~P AND 
F" C WEATHER 

1 180,000 GALLJNS PU!'- PED TO W~STE 5 HOURS AT 600(}PM 

2 

3 

4 180,000 GALL)NS Pl/IVPED TO W\STE 5 HCURS AT 600OPM 

5 

s 180,000 GALLPNS PUl'iPED TO W~STE 5 H(HJRS AT 600(~PM 

a 180,000 GALLONS PU!'i PED TO W/\STE 5 HOURS AT 600 'WM 

9 

10 

11 180,000 3ALL)NS PtWPED TO W:i.STE 5 HCoURS AT 600CPM 

12 

13 180,000 GALLIDNS PUMPED TO WASTE 5 HC URS AT 600(~PM 

14 

1s 180, 000 3ALL )NS PtW PED TO W -\.STE 5 HCoURS AT 600( PM 

16 

17 

1a 18 0, 0 0 0 GALLbNS PUl'i PED TO W~STE 5 HOURS AT 6 0 0i}PM 

19 

20 180,000 GALL)NS Pl/IVPED TO W\STE 5 HCDURS AT 600OPM 

21 

22 180,000 GALLPNS PU!',PED TO wri.sTE 5 HOURS AT 600<gPM 

23 

24 

25 18 0, 0 0 0 GALL JNS PUl'i PED TO W !\STE 5 HCDURS AT 6 0 0GPM 

26 

21 180, 000 P:ALL1i)NS PUMPED TO W !\STE 5 HC URS AT 600<~PM 

28 

29 180,000 GALLJNS PUfl PED TO W!'\STE 5 HOURS AT 600,;PM 

30 

31 

COMMENTS 
PERMIT MO 0124389 

(l) 
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·\!If-' ·.I le '1011 :=, h. ) .~ ,) t t1 . 
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City of Camdenton Bill Jeffries 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY TITLE 

2,340,000 total gallons pumped 
TESTS PERFORMED BY TITLE 

75,484 average daily 
MO 780-1306 (7-01) 

Director of Public Works 

573-346-7293 

PHONE# DATE 

PHONE# DATE 

pH7.63 

,_ 
0 



Client: City of' Camdenton 
/\Lin: Bill Jeffries 
437 W US HWY 54 
Camdenton. MO 65020 

Lab Number: 16080310 
Sample Description: Mulben-y Well Outfall I 

Sample Results 

/\nalvsi:i 
Ttichloroclhcnc 

Concentration 
27.4 

Units 
pg/L 

/\na lv:ii8 
Dalcfl'imc 
Prepared 

Trichlorocthcnc N/ /\ 
Volatile Analysis Preparation Method 

Datcfl'imc 
Analvzc<l 

08/09/] 6 1705 

QC 
Batch 

IMS5222 

Conclusion or I ,ah Number: 16080310 

RECEIVF::' 
Page: 2 

Date Reported: 08/10/2016 l 1\m 
Dale Recei vc<l: 08/04/2016 
Pace File No: 7074 DEQ/SVVF' -, 
Pace Order No: 134908 

Date Sampled: 08/03/2016 
Time Sampled: 1432 

Dilution 
Factor 
1.0 

Inst. 
Balch 

IMS5222 

LOQ 
0.5 

/\nalyst 

RKR 

PM~ Annlytknl Services, !nu. 

Book/Page 
7464/290 

Metho<l(s) 

524.2 
524,2 

525 N. Eishth Sl. • Snlinn, KS 67401 
785-827-1273 800-535-3076 Fnx 785-82.1-7830 



AUGUST 2016 Mulberry well outfall #1 

OPERATIONAL CONTROL PARAMETERS 

PH ALI<. 
DATE UNITS ml/I 

SET $USP, SOLIDS SETTLEABILITY SLUDGE TEMP RAIN 
D~I SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 'F. 'C ANO 
mg ml/I mg/I ml/I DRY WT,) WEATHER 

1 18 0, 0 0 0 GALLbNS Pm PED TO W~STE 5 H(DURS AT 6 0 0 ~PM 

2 

3 180,000 GALLbNS PU.r.PED TO W~STE 5 H<DURS AT 6001~PM 

4 

s 18 0 , 0 0 0 GALLPNS PUfl PED TO W ~STE 5 m ~URS AT 6 0 Q1GPM 

6 

7 

a 180,000 GALLbNS PU~PED TO W~STE 5 H(bURS AT 600GPM 

9 

10 180,000 GALLbNS Pm PED TO W!\.STE 5 H<DURS AT 600 3PM 

11 

12 180,000 GALLbNS PUJv PED TO W ~STE 5 H< URS AT 600<BPM 

13 

14 

1s 180,000 :3ALLbNS PUJvPED TO W\STE S HCURS AT 600< PM 

16 

17 18 0, 0 0 0 GALL )NS PUf'I: PED TO W 1.STE 5 HC URS AT 6 0 0C~PM 

18 

19 180,000 GALLJNS PUfYPED TO W~STE 5 HCmRs AT 6001,PM 

20 

21 

22 180,000 13ALLbNS PU!',PED TO W\STE 5 H(lURS AT 600<;PM 

23 

24 180,000 GALL)NS pm, PED TO WC\STE 5 HPURS AT 600 ;pM 

25 

26 180 / 000 k3ALLbNS Pm PED TO W~STE 5 w~URS AT 6001GPM 

27 

28 

29 18 0 , 0 0 0 GALLbNS Pm PED TO WIZ\STE 5 H1 DURS AT 6 0 0 GPM 

30 

31 180, D 00 PALLPNS pm, PED TO WI\STE 5 H< URS AT 6001BPM 
COMMENTS 

PERMIT MO 0124389 
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city of Camdenton Bill Jeffries 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TE;STS PERFORMED BY TITLE 

2,520,000 TOTAL GALLONS PUMPED 
TESTS PERFORMED av TITLE 

81,290 AVERAGE DAILY 

Director of Public Works 
573-346-7293 

PHONE/I DATE 

PHONE# DATE 

MO780•1306(7·01} ~ L & 
{NJ.- C::Jxp · ,,fJam&fJ:tz1/J!(}liibt1tr'../Mil~ moti!JJ.iq~CJ.B.~J:#~JYJ./1f:v17 l'"h~;,'x J,,.,J 



Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

Lab Number: 16090615 
Sample Description: Mulben-y Well Outfall # J 

Sample Results 

Annlysis 
Trichloroethene 

Concenlrntion 
33.1 

Analysis 
Dateffime 
Prepared 

Trichloroethenc N/ A 
Volatile Analysis Preparation Method 

Datefrime 
Analyzed 

09/16/16 1211 

QC 
Batch 

Page: 2 

Date Reported: 09/2l/2016 
Date Received: 09/08/2016 
Pace File No: 7074 
Pace Order No: 135627 

Date Sampled: 09/07/2016 
Time Sampled: 1302 

Dilution 
Factor 
1.0 

LOQ 
0.5 

Book/Page 
7464/302 

Inst. 
Batch Analyst Method(s) 

IMS5260 IMS5260 RKR 524.2 
524.2 

Conclusion of Lab Number: 16090615 

~eAna!yticat· 
( 

Pa~c Analytical Services, Inc. 

525 N. Eighth SI.· Salina. KS 67401 
785-827-1273 800-535·3076 Fnx 785-823-7830 



SEPTEMBER 2016 Mulberry well 

OP.ERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

AU<. 
mt/I 

SET SUSP, SOLID$ SETTLEABILITY SLUDGE 
DO SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 
mg/I ml/I mg/I ml/I DRY WT,) 

RAIN 
IEfl.!P AND 
F- C WEATHER 

2 180,000 GALL)NS pm, PED TO W!\STE 5 HCDURS AT 600GPM 

3 

4 

5 180,000 f:;ALLJNS Pill-'PED TO Wt'\STE 5 H< URS AT 6001;PM 

6 

7 180,000 GALLJNS pm, PED TO W!\STE 5 HC~URS AT 600GPM 

8 

9 180,000 GALLbNS PUfvPED TO W!\STE 5 HOURS AT 600<,PM 

10 

11 

12 180,000 GALL)NS PUiv:PED TO W'\STE 5 HC URS AT 600(3PM 

13 

14 180,000 GALLbNS PUfv PED TO W'\STE 5 BGURS AT 600C:PM 

15 

16 180,000 GALLPNS PUfV PED TO Wt'\STE 5 HOURS AT 600<~PM 

17 

18 

19 180,000 GALLJNS PUfvPED TO W!\STE 5 HOURS AT 600(,PM 

20 

21 

22 12, ~ 00 GALLOl>JS PUMI ED TO WASTE 2. 2 l!OURS AII' 10 DGPM 

23 

24 

25 

ID 
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2 
(0 
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'6 .s 

'o 
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0 

,__ 
0 

~ 
C: 
.!!l 

26 3, 7:::5 GALLONS PUMP:ED TO WASrE .57 H<DURS AT l00<~PM 

21 12,800 G!\LLO~S PUMFED TO WA,STE 2.8 !OURS A'ri l011GPM 

28 39,450 Gf.\LLO)JS PUMPED TO WASTE 6.6 !OURS A'ri l0l 1 GPM 

29 144, 000 GALLJNS PUJ:1 PED TO WA.STE 24 I[OURS Ar 10 )GPM 

30 100,600 JALL)NS PUiv:PED TO W \STE 16. ! HRS A'" 10( GPM 

31 ro cri 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton 
437 W. Hwy 54 

Camdenton, Mo. 65020 
TESTS PERFORMED BY 

1,752,785 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY 

58,426 AVERAGE DAILY 

TITLE 

TITLE 

Bill Jeffries 
Director of Public Works 
573-346-7293 

PHONE# DATE: 

PHONE# DATE 

pH 7.5 



( 

Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

Lab Number: 16100068 
Sample Description: Mulbeny Well 

Analysis 
Trichloroethene 

Sample Results 

Concentration 
30.5 

Units 
µg/L 

Date/Time Date/Time 
Analysis Prepared Analyzed 

Trichloroethene NIA 10/05/16 1702 
Volatile Analysis Preparation Method 

QC 
Batch 

1MS5279 

Conclusion ofLab Number: 16100068 

_ ... ---" "ace Analytical '"' 

Page: 2 

Date Reported: 10/l l/2Ql,(;i \ 
Date Received: 10/04/2016 
Pace File No: 7074 
PaceOrderNo: 136135 

Date Sampled: 10/03/2016 
Time Sampled: 1335 

Dilution 
Factor 
1.0 

Inst. 
Batch 

1MS5279 

LOQ 
0.5 

Analyst 

RKR 

Pace Analytioal Services, Inc, 

Book/Page 
7464/312 

Mcthod(s} 

524.2 
524.2 

525 N. Eighth St. - Salina, KS 67401 
785-827-1273 800-535-3076 Fnx 785-823-7830 



OCTOBER 2016 
OPERATIONAL CONTROL PARAMETERS 

PH ALK. 
SET SUSP. SOLIDS SETTLEABILITY SLUDGE 

~~I SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. DATE UNITS ml/I 
g ml/I mg/I rnl/l DRY WT.) 

1 RI/ES FCMPING THRU OCTOBER 

2 

3 83, :2 65 sallons pum:r;:ed at 10 J gpm 

4 154,635 gall )llS purrped at 1 )5 gpm 

5 

6 

7 

8 

9 

10 

13 

14 

15 

1a 30,E30 gallons pum:r;ed at 105 gpm 

11 155,456 ;i-all tms pumped at 1 )5 gpm 

1a 155,436 gallons punped at 105 gpm 

19 155,436 gall(::ms punped at lbs gpm 

20 61,072 93.llob.s pum:i;::ed at 10 J gpm 

21 

22 

23 

24 137, 100 gall pns pun ped 

25 155, 436 gall ons purr ped 

26 155, 436 gall ons purr ped 

27 120, 788 gall )nS pum ped 

28 

29 

30 

31 

COMMENTS 
PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY 

at 1P5 

at 1 JS 

at 1 )5 

at 1 )5 

1,364,570 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY 

44 018 AVERAGE DAILY 

RECEIVED 
By Ronda.at 10:35,am, • .Dec 05;;2015-

gpm 

gprn 

gpm 

gprn 

TITLE 

TITLE 

Mulberry well outfall #1 ,,10~,j.~JfJ't 

TEMP RAIN 
'F. 'C AND 

WEA1HER 

<Ji 
Q) 

ii= ... 
::, 
0 
>, 

.!: 
>, 
a.. 
8 
Q) 
C 
0 
a.. 
Q) 

~ 
"O 
C 
ro 

Bill Jeffries 
Director of Public Works 

573-346-7293 
PHONE# DATE 

PHONE# DATE 

pH 7.32 

,_ 
0 

I!! 
Q) 

t, 
Q) 
0) 
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/ 

Client: City of Camdenton 
Attn: Bill Jeffries 
437 W US HWY 54 
Camdenton, MO 65020 

LabNumber: 16111342 
Sample Description: Mulbeny Well Outfall #1 

Sample Results 

Analysis 
Trichloroethene 

Concentration 
34.3 

Analysis 
Dateffime 
Prepared 

Trichloroethene NIA 
Volatile Analysis Preparation Method 

Dateffime 
Analyzed 

11/17/16 2346 

Page: 2 

Date Repotted: 11/28/2016 
Date Received: 11/15/2016 
Pace File No: 7074 
Pace Order No: 137039 

Date Sampled: 11/14/2016 
Time Sampled: 1134 

0 

D/-:;Q/<::,\AI, r, 
~--.. I \~_} I \I I ' t -

Dilution 
Factor 
1.0 

LOQ 
0.5 

Book/Page 
7464/329 

QC Inst. 
Batch Batch Analyst Method(s) 

1MS5322 1MS5322 RKR 524.2 
524.2 

Conclusion of Lab Number: 16111342 

Pace Analytical Services, Inc. 
525 N. Eighth St. - Salina, KS 67401 
785-827-1273 800-535-3076 Fax 785-823-7830 



NOVEMBER 2016 
··. OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALK. 
ml/I 

DO 
mg/I 

SET SUSP. SOLIDS SETTLEABILITY SLUDGE 
SOLIDS RAW MIXED LIQUOR MIXED LIQUOR DISP. (LBS. 

ml/I mg/I min DRY WT.} 

2 

3 1 ! 

1---4 -· RECEIVED -/--- --- ----- - i 
5 ByiRa-npaar11s2pm, o;ecf5, 2016 
6 

7 

8 

9 68, 'l 15 gaUons :i;:umped 

10 151,202 gallons pl.. mped 

11 151,202 gallons pumped 

12 151, 2 o 2 gallons purmped 

13 151,202 gal ons pumped 

14 151,202 gallons pcmped 

15 151,202 gal ons pumped 

16 151,202 galtl.ons pumped 

11 151,202 gallons pumped 

18 151,202 gallons ptmped 

19 151,202 gallons pumped 

20 151,202 gal ons puimped 

21 151,202 gallons pl mped 

22 151,202 gallons ptmped 

23 151,202 gal ons pumped 

24 151,202 gallons pumped 

25 151,202 gallons ptmped 

26 151,202 gallons ptmped 

21 151,202 gal ons pumped 

28 151,202 gal ons pumped 

29 151,202 gallons p1..mped 

30 151,202 gal ons pumped 

31 151,202 gal ons pumped 
COMMENTS 

PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY 

3,243,657 total gallons pumped 
TESTS PERFORMED BY 

108,122 average daily 
MO 780-1306 (7-01) 

TITLE 

TITLE 

Mulberry well outfall #1 

TEMP RAIN 
'F ·'C AND 

WEAfl-lER j·{ 

0 "/ 

[) 1,~, 

ui 
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0 0 

Bill Jeffries 
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Q) 
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Director of Public Works 

573-346-7293 
PHONE# DATE 

PHONE# DATE 

pH 7.35 
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0 



Client: City of Camdenton 
Attn: Bill Jeffries 
437 WUS HWY 54 
Camdenton, MO 65020 

Lab Number: 16120298 
Sample Description: Mulbeny Well 

Analysis 
Trichloroethene 

Sample Results 

Concentration 
28.8 

Units 
µg/L 

Date/Time Date/fime QC 
Analysis Prepared Analyzed Batch 

Trichloroethene NIA 12/07/16 1633 1MS5342 
Volatile Analysis Preparation Method 

Conclusion ofLab Number: 16120298 

Page: 2 

Date Reported: 12/08/201~} 
Date Received: 12/06/2016 
Pace File No: 7074 
Pace Order No: 137392 

Date Sampled: 12/05/2016 
Time Sampled: 1243 

Dilution 
Factor 
1.0 

Inst. 
Batch 

1MS5342 

LOQ 
0.5 

Analyst 

RKR 

Pace Analytical Services, Inc. 

Book/Page 
7464/334 

Method(s) 

524.2 
524.2 

525 N. Eighth St. - Salina, KS 67401 
785-827-1273 800-535-3076 Fax 785-823-7830 



DECleMBER 2016 
OPERATIONAL CONTROL PARAMETERS 

PH 
DATE UNITS 

ALI<. 
ml/I 

SET SUSP. SOLIDS - SETTLEABILITY SLUDGE 
~~I SOLIDS RAW MIXED LIQUOR MIXED LiQUOR DISP. (LBS. 

g ml/I mg/I ml/1 DRY WT.) 

3 

4 

5 

6 152,496 GALLbNS Pm PED 

7 152,496 bALLbNS Pm PED 

8 152,496 GALLbNS Pm PED 

9 152,496 K3ALLbNS PUl'- PED 

10 152,496 GALLJNS Pm PED 

11 152,496 GALLibNS PU!VPED 

12 152,496 GALLbNS PUI',PED 

13 152,496 3ALLibNS PUN.PED 

14 152,496 GALLJNS PUfvPED 

15 152,496 !]ALL )NS PUMPED 

16 152,496 GALLbNS Pm PED 

11 152,496 GALLibNS PUN.PED 

18 152,496 GALLbNS PU~PED 

19 152,496 GALLbNS PU.fl PED 

20 152,496 GALLbNS PUI',PED 

21 152,496 GALLbNS Pm PED 

22 152,496 GALLbNS PU\IIPED 

23 152,496 GALLJNS Pt.w.PED 

24 152,496 GALLbNS PU.fl PED 

25 152,496 K}ALLbNS PU~PED 

26 152,496 PALLbNS PU~PED 

21 15 2 , 4 9 6 GALL bNS PUN. PED 

2a 152,496 GALLbNS PU!',PED 

29 152,496 GALLbNs Pm PED 

30 152,496 13ALLPNS pm, PED 

31 152,496 13ALLbNS PUl',PED 
COMMENTS 

PERMIT MO 0124389 

City of Camdenton 

437 W. Hwy 54 
Camdenton, Mo. 65020 
TESTS PERFORMED BY 

4,727,400 TOTAL GALLONS PUMPED 
TESTS PERFORMED BY 

152,496 AVERAGE DAILY 
MO 780-1306 (7-01) 

TITLE 

TITLE 

Mulberry well OUTFALL #1 

TEMP RAIN 
'F _ 'C AND 

WEATHER 

Bill Jeffries 

Director of Public Works 

573-346-7293 
PHONE# DATE 

PHONE# DATE 

pH 7.42 

L. 
0 


